City of Chicago
Richard M. Daley, Mayor

Department of Water Management

John F. Spatz, Jr.
Commissioner

Jardine Water Purification Plant
1000 East Ohio Street

Chicago, Iilinois 60611

(312) 744-7001

(312) 744-9631 (FAX)

(312) 744-2968 (TTY)
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BUILDING CHICAGO TOGETHER

July 2, 2009

Ms. Lanina Schnapp

Lead and Copper Coordinator

Illinois Environmental Protection Agency
Bureau of Water - DWCU #19

1021 North Grand Avenue, East

P.O. Box 19276

Springfield, Illinois 62794-9276

Re:  PWSID IL0316000 — Chicago Department of Water Management
Water Quality Parameters from January through June of 2009.

Dear Ms. Schnapp:

Attached is the Certification of Results for the water quality parameter ranges
for the period of January, 2009 through June, 2009. The entry point data
represents all of the analyses performed on samples for Tap 01 (Jardine
WTP) and TAP 02 (South WTP). The 25 distribution system locations are
coliform sampling sites.

This report will be submitted by e-mail with pdf attachment followed by
mailing of the original. The submitted analyses were done by the Department
of Water Management.

Sincerely,

s

Jgin F. Spatz{/CothsmtSsioner

JFS:aes

attachment




Illinois Environmental Protection Agency
Compliance with the Water Quality Parameter (WQP) Ranges

Certification of Results
By completing this form, you are verifying information about entry-point and distribution WQP
measurements taken during a six-month period at this water supply. Fill-out all required information
below including information specific to each month of the six-month period. This form must be
submitted within 10 days following the end of each six-month monitoring period (either July 10" or
January 10"). Submit completed forms to: Lead and Copper Coordinator, DWCU #19, 1021 North
Grand Ave. East, P.O. Box 19276, Springfield, IL 62794-9276.

Facility Number IL 0316000 Facility Name City of Chicago, Department of Water Management
Report is for the 6-month period beginning ___January and ending dure Year 20_09
(January or July) (June or December)
Frequency of Entry Point Monitoring (circle one): @ Bi-weekly  Other
**Fill in the table for each month of the 6-month period**
Circle Month Circle Month Circle Month
(January ) July August September
Total Entry Total Entry Total Entry
Point Excursions 0 Point Excursions 1 Point Excursions 0
for the Month for the Month for the Month
Total number of Distribution | Total Distribution Point
Samples collected 25 Excursions for the
for the 1* three-month period * three-moj

Circle Month Circle Month Circle Month
October November December
Total Entry 0 Total Entry
Point Excursions Point Excursions 0 Total Entry 0
for the Month for the Month Point Excursions
Total number of Distribution Total Distribution Point |

Samples collected
for the 2" three-month

period

Excursions for the
2lld i

Signature of Owner or Official Custodian
I hereby certify that the above information is accurate. I also certify the above information was calculated using the
methodology described in Section 2 of the “Determining Compliance with the Water Quality Parameter Ranges
Guidance Manual” and is documented at the water supply using the Water Quality Parameter (WQP) Range

Reports kept on file at the,water sppply. I also certify that all water quality parameters were measured accurately

7 <

i Oy W~
(Signa
‘This Agency is izod 60 require this information under flincis Revised Statutes, 1987, Chapter )11 1/2, Section 1004(H). Di:

July 2, 2009

(Date)

of this information is

ired. Failure to do s0 may result in a civil

penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continues, lﬁuwtuSI.mo.Wmdimpximmnpwomym.‘m&mhubmawmvdbyﬂul'm

Management Center.
IL 532-2728 WPC 713 5/2001 rev.7/2004

G-14



CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Date Collected: 2-17-19-08
Report Date: 2/24/2009
IEPA Site Lab Date Address Alkalinity pH Orthophosphate
Number | Number | Collected mg/L mg/L
C3B 9C1058 2/17/2009]5343 N. Cumberland 0/107 7.55 0.424
C4F 9C1059 2/17/2009§8029 Forest Preserve Dr. 0/106 7.61 0.320
C4B 9C1060 2/17/2009§3918 North Harlem 0/109 7.60 0.326
C4C 9C1061 2/17/2009]6343 W. Irving Pk Rd. 0/107 7.59 0.399
C5A 9C1062 2/17/2009[5151 N. Milwaukee 0/107 7.59 0.395
C14C 9C1066 2/17/200914600 S. Cottage Gr. 0/110 7.64 0.544
C14E 9C1067 2/17/2009{4101 S. Halsted 0/110 7.71 0.614
C18F 9C1068 2/17/2009]2215 W. 51st St. 0/110 7.60 0.544
' C18B 9C1069 2/17/2009{2240 W. 69th St. 0/110 7.57 0.505
C198 9C1070 2/17/2009]740 E. 56th PI. 0/111 7.61 0.557
C6B 9C1092 2/18/2009]1052 W. Waveland 0/107 7.42 0.451
“C7D 9C1093 2/18/2009{1658 W. Webster 0/105 7.54 0.432
C9B 9C1094 2/18/2009]5258 W. Grand 0/105 7.58 0.451
c108 9C1095 2/18/2009{2817 N. Harlem 0/105 7.57 0.443
C10C 9C1096 2/18/2009]1819 N. Hardem 0/106 7.58 0.455
C19C 9C1100 2/18/2009]65th & Lake Michigan 0/110 7.56 0.581
C20D 9C1101 2/18/2009]1619 E. 73rd St. 0/108 7.55 0.582
C22A 9C1102 2/18/2009/8026 S. Kedzie 0/110 7.63 0547
C228 9C1103 2/18/2009}7659 S. Pulaski 0/110 7.58 0.518
C8C 9C1126 2/19/2009}2179 N. Stave 0/105 7.67 0.450
C9D 9C1127 2/19/2009{4900 W. Chicago Ave. 0/109 7.69 0.515
C20A 9C1116 2/19/2009§3027 E. 93rd St. 0/116 7.59 0.678
C21E 9C1117 2/19/200918840 S. Stoney Island 0/111 7.64 0.591
C23B 9C1118 2/19/2009}11035 S. Homewood 0/112 7.68 0.542
C23D 9C1119 2/19/2009]/10301 S. Sawyer 0/110 7.79 0.592

LABORATORY ACCREDITATION NUMBER: 100228

Chief Water Chemist

" Director of Laboratories

L2

Water Quality Manager



BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

18t QUARTER 2008
STE# | IEPA®# ADDRESS DATE | TiME "f,':"' Ch RES. | Field pH | LabpH s"‘;""""
11 C3B [ dang | 021709 | 1285 | g2, 09 | 740 | 785 | xka
134 | AR [ e oo pr, | 0217108 | 1231 o, o76 | 750 | 761 | KA
16 CaB [ e o2nmoe | 1z11 | P 061 | 760 | 760 | kA
17 cac g‘aﬁ"xﬁ::"; Par R, | 2108 | 1123 | 2, 083 | 750 | 759 | KA.
20 CSA  [o1er Nt Mitaaon | ooz | 1021 | 10°, | o079 | 740 | 788 | ka
26 Co8  [{oeoW weavelang | 271809 | 810 &, 083 | 760 | 742 | ka
33 D [ W Ofice | oanaioo | 1222 | 6%, | o081 | 7s0 | 754 | KA
37 c8c ::’;3‘:““";““ o2ns9 | 10:07 5%, 076 7.60 767 | kA
40 cgp-—|Eirshouse o2nso9| 1155 | g0 082 | 760 | 758 | ka
5258 W. Grand c

42 coD m‘mm@ oAve, | 021808 1124 | g, 081 | 760 | 760 | kA
ciop |aanWerdvardOffice | ooig00 | 1080 | e, oss | 760 | 757 | ka

cioc f:,i ?".“g ::;': 021800 | 1049 | 17, 0.59 7.60 758 K. A.

ci4c Tégg"s“_”gomge Grove | 021709 | 78 5%, 0.65 7.64 764 | P

67 Cl14E s:’g: ?$bm 02/17/09 | 8:58 8%, 0.46 7.65 7.7 P.J.
148 | CI18F :'2"1’?‘;\‘:"51 sSweet | 021709 | 1042 %, 0.73 7.55 7.60 P.J.
a4 | cies [ seat | 21709 | 1156 | & o67 | 752 | 757 | P
8 | cis 3:3?';%’";;‘:: 021709 | 103 &, 062 | 763 | 761 | p.u.
%0 | cuc m"gt:fg"k:';‘m"w 021809 | 847 &, 072 | 762 | 756 | p.u.
93 C20A ;gg;";"’:a d Stroet 02/19/09 | 8:20 4, 0.88 7.69 7.59 D.T.
% | ceo [°03 2"7‘;‘::';"‘;;“’ 021809 | 1000 | 082 | 766 | 755 | p.u.
102 | caie [Setet g"‘zgfy?sl"fn"d 0219/09| 854 | 1% | oes | 745 | 784 | OT
103 | coea [Frenovse 0211809 | 1143 | & 070 | 764 | 763 | p.u.
104 | c228 ;'és"g"s‘fs:ula ki 02/18/09 | 11:18 4, 0.73 7.61 758 | P.J.
100 | co238 f:’ggg“‘é°mMm od | 021909 ] 1132 4, 0.67 7.55 768 | D.T.
111 | cesp [jiStre _— 021909 | 1053 | &, os2 | 751 | 779 | b.T.

D Wb

Water Quality Inspector In - Charge

e

r of Water Quality

Water Quality Manager




BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

i g Water Quality Inspector In - Charge

2nd QUARTER 2009
SITE# | IEPA# ADDRESS DATE TIME TEO“:P' Cl, RES. | Field pH | Lab pH S"g{;"*"
11 Cc3B Egig‘ﬁs&mbenan 4 |osomwoe| 1235 | 12, | o7e | 756 | 736 | D.T.
15 TN 5&"’7“&19 Parcmq. | 050109 | 1200 | 14, 0.49 7.60 750 | D.T.
16 c4B ggfg‘;l”_sﬁaﬂem 05/01/09 | 11:52 11°, 0.55 7.55 7.49 D.T.
17 cac g"ﬂg’;‘fﬁﬁ: ; Park Ra. | 05/01/09 [ 11:31 10% 0.47 7.58 7.49 D.T.
20 CSA  [syer N, Miloace SB8N | 0s5/01/09 | 1058 | 18, 0.46 7.58 757 | D.T.
26 CeB fgseg“’/‘\‘,‘f’f,\lavelan 4 04/22/09 | 7:42 50 0.78 7.72 7.46 K. A.
a3 c7D :gg‘é‘\’)’vﬁ'\‘,’vzsrs ‘t’e?mce 04/22/09 | 12:30 7 0.81 7.80 730 | KA.
37 csC g:’:g‘:\l‘{sgtave 04/23/09 | 9:43 9°, 0.82 7.98 7.58 K.A.
40 coB Eggg‘;‘f%ran 4 04/22/09 | 11:46 8% 075 7.92 7.54 K. A.
42 coD :ggg‘\’;\’f%hicago Ave. | 04/23/09 | 11:06 7% 0.81 7.97 7.64 KA.
45 c10B ggg@vmaﬁa\t{:& ‘;omce 04/22/09 |  10:11 90, 0.80 7.81 7.58 K. A.
46 c10C %% ':l'“ﬂasﬂt:rf 04/22/09 | 10:39 13% 0.79 7.84 7.61 K. A.
65 c14C Zggg"slfsgonage Grove | 05/01/09 |  7:51 119, 0.70 7.46 7.55 D.T.
67 C14E 4P$§§ %f'fﬁzlste d 05/01/09 | 8:19 14°, 0.40 7.54 7.63 D.T.
148 C18F ;'2';32‘\’,‘\‘,5‘; istStreet | 050109 | 848 11°, 073 7.46 7.56 D.T.
84 c18B ;gig%‘f%gth Steet | 05/01/09 | 9:26 10°% 072 7.72 7.52 D.T.
89 c198 3 rosgt_";’s';’r'l“;f;‘gg 05/01/09 | 10:20 16°, 0.73 7.50 7.54 D.T.
90 c19C légtr?a&sli_i?(::nigri:gan 04/22/09 | 8:42 9°, 0.80 7.43 7.61 D.T.
93 C20A ggg;“:;“_sgsr 4 Street 04/23/09 | 8:16 9°, 0.68 7.67 7.66 D.T.
96 Cc20D fg;g‘ g’;gg’gtrgtd 04/22/09 | 9:54 o, 0.92 7.50 761 | D.T.
102 | C21E géitg g g't'gﬁ:y?g:f " | 042300 | 857 10°, 0.70 746 | 765 | D.T.
103 C22A gggg‘g‘_sse dric 04/22/09 | 11:26 8%, 0.69 7.52 7.59 D.T.
104 C22B ;ggg‘?s“.sgulaski 04/22/09 | 10:56 9°, 0.70 7.47 7.61 D.T.
109 C23B f:’ggg‘geHomewoo 4 |o04r2300| 1152 10°, 0.71 7.54 7.68 D.T.
11 | ceap |71 Store 04/23/09 | 1051 o° 064 | 753 | 770 | D.T.
- 10301 S. Sawyer ¢
- /42 Z oA

Report Amended April 16, 2012

Director of Water Quality

Water Quality Manager




CITY OF CHICAGO

DEPARTMENT OF WATER MANAGEMENT

WATER PUFICATION LABORATORIES
CHEMISTRY UNIT

LEAD AND COPPER CORROSION STUDY

Water Quality Parameters (WQP) Sites

Quarterly IEPA Samples

Water Quality Parameter Sites Analysis Report

Date Collected:

4/22, 4/23 & 5/1, 2009

Report Date: 4/24/2009 Amended April 16, 2012
PARAMETERS
IEPA Site Lab Date Alkalinity Orthophosphate
Number | Number | Collected Address mg/L PH _mg/L
C3B 9C2708 5/1/2009}{5343 N. Cumberiand 0/107 7.36 0.447
C4A 9C2709 5/1/2009|8353 W. Irving Park Rd. 0/108 7.50 0.481
C4B 9C2710 5/1/2009}3918 N. Harlem 0/106 7.49 0.446
c4aC 9C2711 5/1/2009|6343 W. IrvingPark 0/107 7.49 0.424
C5A 9Cc2712 5/1/2009]5151 N. Milwaukee 0/106 7.57 0.515
C14C 9C2713 5/1/2009]4600 S. Cottage Grove 0/103 7.55 0.668
C14E 9C2714 5/1/2009}4101 S. Haisted 0/102 7.63 0.599
C18F 9C2715 5/1/2009]2215 W. 51st 0/103 7.56 0.534
C18B 9C2716 5/1/2009{2240 W. 69th 0/102 7.52 0.509
C19B 9C2717 5/1/2009{740 E. 56th Place 0/102 7.54 0.574
Cc6B 9C2527 4/22/20091{1052 W. Waveland 0/104 7.46 0.463
C7D 9C2528 4/22/2009]|1658 W. Webster 0/104 7.39 0.457
C9B 9C2529 4/22/2009]5258 W. Grand 0/105 7.54 0.467
C10B 9C2530 4/22/2009{2817 N. Natoma 0/104 7.58 0.458
C10C 9C2531 4/22/2009]|1819 N. Harlem 0/102 7.61 0.467
C19C 9C2535 4/22/2009}65th & Michigan 0/103 7.61 0.552
C20D 9C2536 4/22/2009]1619 E. 73rd 0/103 7.61 0.575
C22A 9C2537 4/22/2009{8026 S. Kedzie 0/103 7.59 0.530
C22B 9C2538 4/22/2009]7659 S. Pulaski 0/104 7.61 0.530
c8C 9C2559 4/23/2009]|2179 N. Stave 0/106 7.58 0.470
C9D 9C2560 4/23/2009]4900 W. Chicago Ave. 0/107 7.64 0.465
C20A 9C2562 4/23/2009]3027 E. 93rd St. 0/105 7.66 0.541
C21E 9C2563 4/23/2009{8840 S. Stoney Island 0/104 7.65 0.546
C23B 9C2564 4/23/2009]11032 S. Homewood 0/103 7.68 0.524
C23D 9C2565 4/23/2009{10301 S. Sawyer 0/104 7.70 0.543

LABORATORY ACCREDITATION NUMBER : 100228

Lt bte

Jiaegs_ AL

N

Chief Water Chemist

Director of Water Purification Laboratories

Water Quality Manager



Water Quality Parameter (WQP) Range Worksheet for the month of January 2009

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Qutlet)
Frequency: Once per day*

*This is the minimum number of measuremenis per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/1 or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.67 12 0.49
2 6 7.69 12 0.46
3 6 7.70 12 0.49
4 6 7.60 14 0.45
5 6 7.57 12 0.46
6 6 7.61 12 0.43
7 6 7.60 12 0.47
8 6 7.65 12 0.50
9 6 7.66 12 0.50
10 6 7.60 12 0.48
11 6 7.60 12 0.48
12 6 7.60 12 0.46
13 6 7.62 12 0.48
14 6 7.70 12 0.50
15 6 7.69 12 0.47
16 6 7.61 12 0.46
17 6 7.62 12 0.47
18 6 7.64 12 0.48
19 6 7.64 12 0.50
20 5 7.62 12 0.49
21 6 7.64 12 0.49
22 6 7.64 12 0.47
23 6 7.63 12 0.47
24 6 7.61 12 0.47
25 6 7.63 12 0.47
26 6 7.64 12 0.46
27 6 7.58 12 0.45
28 6 7.63 12 0.45
29 6 7.66 12 0.45
30 6 7.63 12 0.44
31 6 7.58 12 0.45
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of FEBRUARY, 2009

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
H 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value

1 6 7.61 12 0.45

2 6 7.58 12 0.44

3 6 7.64 12 0.45

4 6 7.66 12 0.46

5 6 7.66 12 0.44

6 6 7.58 13 0.44

7 6 7.61 12 0.44

8 6 7.59 12 043

9 6 7.63 14 0.44

10 6 7.54 14 0.43

11 6 7.55 12 0.44

12 6 7.54 18 0.38 |
13 6 7.53 14 0.47

14 7 7.57 13 0.42

15 6 7.62 12 0.44

16 6 7.62 15 0.40

17 6 7.63 14 0.47

18 6 7.61 13 0.48

19 6 7.50 12 0.51
20 5 7.63 12 0.49
21 6 7.62 12 0.47
22 6 7.67 12 0.49
23 6 7.61 12 0.51
24 6 7.57 13 0.49
25 6 7.60 13 0.54
26 6 7.58 12 0.50
27 6 7.62 12 0.48
28 6 7.52 12 0.50

Total Excursions for Month (total all checks) [




Water Quality Parameter (WQP) Range Worksheet for the month of MARCH, 2009

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant
TAP NO. 01 (North Qutlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater
Directions for completing form is on reverse side
Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.66 12 0.49
2 6 7.60 12 0.49
3 6 7.61 12 0.47
4 6 7.67 12 0.48
5 6 7.63 12 0.50
6 6 7.63 12 049
7 6 7.72 12 0.51
8 5 7.62 11 0.50
9 6 7.65 12 0.53
10 6 7.58 12 0.54
11 6 7.59 12 0.52
12 7 7.59 12 0.50
13 6 7.61 12 0.50
14 6 7.67 12 0.52
15 6 7.62 12 0.52
16 6 7.61 12 0.49
17 6 7.61 12 0.49
18 6 7.56 12 0.50
19 6 7.57 12 0.50
20 6 7.57 12 0.51
21 6 7.58 12 0.52
22 6 7.60 12 0.52
23 6 7.56 12 0.45
24 6 7.56 12 0.47
25 6 7.55 12 0.48
26 6 7.54 12 0.48
27 6 7.56 12 0.48
28 6 7.52 12 0.48
29 6 7.54 12 0.48
30 6 1.57 12 0.48
31 6 7.58 12 0.48
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of APRIL, 2009

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/1 or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.55 13 0.44
2 6 7.57 12 0.42
3 6 7.59 12 0.43
4 6 7.58 14 0.42
5 6 7.60 14 041
6 6 7.60 12 0.42
7 6 7.57 12 0.42
8 6 7.60 12 0.42
9 6 7.59 12 0.43
10 6 7.60 14 0.41
11 6 7.58 12 0.44
12 6 7.57 12 0.45
13 6 7.55 12 0.43
14 6 7.57 15 0.40
15 6 7.58 12 0.44
16 6 7.54 12 0.51
17 6 7.60 12 0.48
18 6 7.57 13 0.45
19 6 7.56 12 0.52
20 6 7.59 13 0.54
21 6 7.59 12 0.52
22 6 7.59 13 0.54
23 6 7.54 12 0.54
24 6 7.55 12 0.52
25 6 7.56 12 0.55
26 6 7.58 12 0.55
27 6 7.56 12 0.53
28 6 7.60 12 0.56
29 6 7.61 12 0.51
30 6 7.57 12 0.52
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of MAY, 2009

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant
TAP NO. 01 (North OQutlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option fo moniior more frequently.

Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges

H 7.0 or greater
Orthophosphate 0.40 mg/1 or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
| 6 7.55 12 0.50
2 6 7.54 12 0.50
3 6 7.64 12 0.52
4 6 7.65 12 0.50
5 6 7.63 12 0.48
6 6 7.62 12 0.48
7 6 7.53 12 0.51
8 6 7.48 12 0.51
9 6 7.51 12 0.52
10 6 7.54 12 0.54
11 6 7.54 12 0.55
12 6 7.54 12 0.54
13 6 7.54 12 0.54
14 6 7.51 12 0.52
15 6 7.51 12 0.53
16 6 7.53 12 0.52
17 6 7.51 12 0.52
18 6 7.52 12 0.54
19 6 7.49 12 0.54
20 6 7.50 12 0.53
21 6 7.52 12 0.53
22 6 7.54 12 0.50
23 6 7.55 12 0.51
24 7 7.55 12 0.49
25 6 7.55 12 0.51
26 6 7.56 12 0.51
27 6 7.55 12 0.50
28 6 751 12 0.52
29 6 7.53 11 0.50
30 6 7.57 11 0.51
31 6 7.58 12 0.52
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of JUNE 2009

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater
Directions for completing form is on reverse side
Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.56 12 0.50
2 6 7.55 12 0.49
3 6 7.55 12 0.50
4 6 7.56 12 0.49
5 6 7.60 12 0.48
6 6 7.64 12 0.49
7 6 7.60 12 0.49
8 6 7.61 12 0.46
9 6 7.62 12 0.46
10 6 7.63 14 0.44
11 5 7.64 12 0.47
12 6 7.62 12 047
13 6 7.66 12 0.48
14 6 7.64 14 0.49
15 6 7.65 12 0.45
16 6 7.66 13 0.44
17 6 7.62 12 0.46
18 6 7.66 12 0.48
19 6 7.60 12 0.48
20 6 7.62 12 0.52
21 6 7.64 12 0.50
22 6 7.68 12 0.52
23 6 7.67 12 0.52
24 7 7.63 12 0.52
25 6 7.69 12 0.54
26 6 7.71 12 0.56
27 6 7.63 12 0.55
28 6 7.66 12 0.51
29 6 7.70 12 0.53
30 6 7.72 12 0.52
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of January/2009 (month/year).

Entry Point Test Results
Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant
TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor move frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
H 7.0 or greater
Orthophosphate 0.40 mg/l or greater
Directions for completing form is on reverse side
Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.53
2 6 7.6 3 0.53
3 6 7.6 3 0.51
4 6 7.6 3 0.50
5 6 7.6 3 0.51
6 6 7.6 3 0.54
7 6 7.6 3 0.53
8 6 7.6 3 0.47
9 6 7.6 3 0.48
10 6 7.5 3 0.52
11 6 7.6 3 0.52
12 6 7.6 3 0.51
13 6 7.6 3 0.46
14 6 7.6 3 0.48
15 6 7.6 3 0.48
16 6 7.6 3 0.48
17 6 7.6 3 0.45
18 6 7.6 3 0.48
19 6 7.6 3 0.52
20 6 7.6 3 0.50
21 6 7.6 3 0.53
22 6 7.6 3 0.50
23 6 7.6 3 0.48
24 6 7.6 3 0.51
25 6 7.6 3 0.52
26 6 7.6 3 0.46
27 6 7.6 3 0.49
28 6 7.6 3 0.54
29 6 7.6 3 0.51
30 6 7.6 3 0.49
31 6 7.6 3 0.50

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of February/2009 (month/year).

Entry Point Test Results
Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant
TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor mare frequently.

Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges

H 7.0 or greater
Orthophosphate 0.40 mg/i or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.53
2 6 7.6 3 0.52
3 6 7.6 3 0.51
4 6 7.6 3 0.53
5 6 7.6 3 0.52
6 6 7.6 3 0.52
7 6 7.6 3 0.51
8 6 7.6 3 0.52
9 6 7.6 3 0.52
10 6 7.6 3 0.53
11 6 7.6 3 0.52
12 6 7.6 3 0.48
13 6 7.7 3 0.51
14 6 7.6 3 0.57
15 6 7.6 3 0.53
16 6 7.6 3 0.50
17 6 7.6 3 0.53
18 6 7.6 3 0.51
19 6 7.6 3 0.51
20 6 7.6 3 0.52
21 6 7.6 3 0.53
22 6 7.6 3 0.53
23 6 7.6 3 0.51
24 6 7.6 3 0.51
25 6 7.6 3 0.55
26 6 7.5 3 0.48
27 6 7.5 3 0.49
28 6 7.5 3 0.48

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of March/2009 (month/year).

Entry Point Test Results
Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant
TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option fo monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
H 7.0 or greater
Orthophosphate 0.40 mg/] or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 1.5 3 0.51
2 6 7.5 3 0.53
3 6 7.5 3 0.52
4 6 7.6 3 0.54
5 6 7.6 3 0.50
6 6 7.5 3 0.51
7 6 7.6 3 0.53
8 6 7.6 3 0.54
9 6 7.5 3 0.48
10 6 7.6 3 0.49
11 6 7.6 3 0.51
12 6 7.6 3 0.51
13 6 7.6 3 0.48
14 6 7.7 3 0.50
15 6 7.6 3 0.50
16 6 7.6 3 0.50
17 6 7.6 3 0.54
18 6 7.6 3 0.50
19 6 7.7 3 0.51
20 6 7.6 3 0.51
21 6 7.6 3 0.53
22 6 7.6 3 0.53
23 6 7.6 3 0.50
24 6 7.6 3 0.51
25 6 7.6 3 0.51
26 6 7.6 3 0.48
27 6 7.6 3 0.50
28 6 7.6 3 0.47
29 6 7.6 3 0.51
30 6 7.6 3 0.49
31 6 7.6 3 0.51

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of April/2009 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month, It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ran
H 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.52
2 6 7.6 3 0.51
3 6 7.6 3 0.51
4 6 7.6 3 0.54
S 6 7.6 3 0.55
6 6 7.6 3 0.51
7 6 7.6 3 0.51
8 6 7.6 3 0.52
9 6 7.6 3 0.51
10 6 7.6 3 0.50
11 6 7.6 3 0.50
12 6 7.6 3 0.51
13 6 7.6 3 0.51
14 6 7.6 3 0.49
15 6 7.6 3 0.51
16 6 7.6 3 0.50
17 6 7.6 3 0.54
18 6 7.6 3 0.50
19 6 7.6 3 0.51
20 6 7.5 3 0.50
21 6 7.5 3 0.51
22 6 7.6 3 0.51
23 6 7.6 3 0.50
24 6 7.6 3 0.49
25 6 7.5 3 0.49
26 6 7.5 3 0.48
27 6 7.6 3 0.51
28 6 7.6 3 0.51
29 6 7.5 3 0.50
30 6 7.6 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of May/2009 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measuremens per month. It is your option o monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
H 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.51
2 6 7.6 3 0.51
3 6 7.6 3 0.50
4 6 7.6 3 0.50
5 6 7.6 3 0.49
6 6 7.6 3 0.53
7 6 7.6 3 0.52
8 6 7.6 3 0.51
9 6 7.6 3 0.50
10 6 7.5 3 0.50
11 6 7.6 3 0.51
12 6 7.6 3 0.49
13 6 7.5 3 0.52
14 6 7.6 3 0.51
15 6 7.6 3 0.51
16 6 7.6 3 0.50
17 6 7.6 3 0.51
18 6 7.6 3 0.46
19 6 7.6 3 0.52
20 6 7.6 3 0.52
21 6 7.6 3 0.49
22 6 7.6 3 0.52
23 6 7.6 3 0.48
24 6 7.6 3 0.51
25 6 7.6 3 0.54
26 6 7.6 3 0.49
27 6 7.6 3 0.51
28 6 7.6 3 0.49
29 6 7.6 3 0.51
30 6 7.6 3 0.52
31 6 7.6 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of June/2009 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.51
2 6 7.6 3 0.53
3 6 7.6 3 048
4 6 7.6 3 0.50
5 6 7.6 3 0.49
6 6 7.6 3 0.49
7 6 7.6 3 0.50
8 6 7.6 3 0.51
9 6 7.6 3 0.50
10 6 7.7 3 0.50
11 6 7.7 3 0.50
12 6 7.7 3 0.51
13 6 7.6 3 0.50
14 6 7.6 3 0.49
15 6 7.6 3 047
16 6 7.7 3 0.50
17 6 7.7 3 0.52
18 6 7.7 3 0.48
19 6 7.7 3 0.49
20 6 7.7 3 0.51
21 6 7.7 3 0.50
22 6 7.7 3 0.50
23 6 7.7 3 0.48
24 6 7.7 3 0.49
25 6 7.7 3 0.49
26 6 7.7 3 0.51
27 6 7.7 3 0.50
28 6 7.7 3 0.51
29 6 7.7 3 0.47
30 6 7.7 3 0.49

Total Excursions for Month (total all checks)




City of Chicago
Richard M. Daley, Mayor

Department of Water Management

John F. Spatz, Jr.
Commissioner

Bureau of Water Supply

Alan Stark
Acting, Deputy Commissioner

Jardine Water Purification Plant
1000 East Ohio Street

Chicago, Illinois 60611

(312) 744-3702

(312) 742-1092 (FAX)
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January 8, 2010

Ms. Andrea Rhodes

Lead and Copper Coordinator

Illinois Environmental Protection Agency
Bureau of Water - DWCU #19

1021 North Grand Avenue, East

P.O. Box 19276

Springfield, Illinois 62794-9276

Re:  PWSID IL0316000 — Chicago Department of Water Management
Water Quality Parameters from July through December of 2009.

Dear Ms. Rhodes:

Attached is the Certification of Results for the water quality parameter ranges
for the period of July, 2009 through December, 2009. The entry point data
represents all of the analyses performed on samples for Tap 01 (Jardine
WTP) and TAP 02 (South WTP). The 25 distribution system locations are
coliform sampling sites.

This report will be submitted by e-mail with pdf attachment followed by

mailing of the original. The submitted analyses were done by the Department
of Water Management.

Sincerely,

F. Spatz¢/Co 1oner

JFS:aes

attachment




Illinois Environmental Protection Agency
Compliance with the Water Quality Parameter (WQP) Ranges
Certification of Results
By completing this form, you are verifying information about entry-point and distribution WQP
measurements taken during a six-month period at this water supply. Fill-out all required information
below including information specific to each month of the six-month period. This form must be
submitted within 10 days following the end of each six-month monitoring period (either July 10" or
January 10™). Submit completed forms to: Lead and Copper Coordinator, DWCU #19, 1021 North
Grand Ave. East, P.O. Box 19276, Springfield, IL 62794-9276.

. IL 0316000 - City of Chicago,
Facility Number Facility Name__ Dept. of Water Management

Report is for the 6-month period beginning July and ending __ DS°*™°°T  year20 09
(January or July) (June or December)

Frequency of Entry Point Monitoring (circle one): Daily  Bi-weekly  Other
**Fill in the table for each month of the 6-month period**

Circle Month Circle Month Circle Month
January July ) February w) March September.

Total Entry 0 Total Entry Total Entry 0
Point Excursions Point Excursions 0 Point Excursions

. for the Month for the Month l | for the MoJl.lth
Total number of Distribution [ | Total Distribution Point

Excursions for the

Samples collected 25

| for the period |

Circle Month Circle Month Circle Mo
April Q_ct—m)\/lay m) June ecembe

Total Entry Total Entry 1

Point Excursions 0 Point Excursions Total Entry 1
for the MontL N for the Month Point Excursions

Total number of Distribution Total Distribution Point 0

Samples collected Excursions for the

for the d three-month period

2" three-month period |

Signature of Owner or Official Custodian
I hereby certify that the above information is accurate. Ialso certify the above information was calculated using the
methodology described in Section 2 of the “Determining Compliance with the Water Quality Parameter Ranges
Guidance Manual” and is documented at the water supply using the Water Quality Parameter (WQP) Range

Reports kept on file at the water supply. I also certify that all water quality parameters were measured accurately
iably. January 8, 2010
yd
(Siéfaturey £ (Date)
This Agency is authorized to require this information under Dlinois Revised Statutes, 1987, Chapter 111 1/2, Section 1004(H). Discl of this inft ion is required. Failure to do so may resultin a civil

penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continues. a fine up to $1,000.00 and imprisonment up to one year. This form has been approved by the Forms
Management Center.

IL 532-2728 WPC 713 5/2001 rev.7/2004
G-14



CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Date Collected: 7/21-22-23-24, 2009
Report Date: 8/4/2009
IEPA Site Lab Date Alkalinity Orthophosphate
Number | Number | Collected Address mg/L PH mg/L
C3B 9C4419 7/21/2009{5343 N. Cumberland 0/106 7.66 0.489
C4F 9C4420 7/21/2009]8029 Forest Preserve Dr 0/106 7.58 0.504
C4B 9C4421 7/21/2009/3918 N. Harlem 0/106 7.61 0.552
C4C 9C4422 7/21/2009|6343 W. Irving Park 0/105 7.58 0.497
C5A 9C4423 7/21/200915151 N. Milwaukee 0/106 7.65 0.500
C14C 9C4424 7/21/2009}4600 S. Cottage Grove 0/104 7.54 0.527
Cl14E 9C4425 7/21/2009{4101 S. Halsted 0/106 7.59 0.654
C18F 9C4426 7/21/200912215 W. 51st 0/106 7.54 0.535
C18B 9C4427 7/21/2009]2240 W. 69th 0/106 7.54 0.538
C19B 9C4428 7/21/2009{740 E. 56th Place 0/105 7.55 0.575
C19C 9C4445 7/22/2009|65th & Lake Michigan 0/124 7.50 0.525
‘C20D 9C4446 7/22/2009{1619 E. 73rd St. 0/122 7.52 0.577
-C22A 9C4447 7/22/2009{8026 S. Kedzie 0/129 7.50 0.540
C22B 9C4448 7/22/2009]7659 S. Pulaski 0/114 7.53 0.536
C20A 9C4466 7/23/2009]3027 E. 93rd St. 0/106 7.52 0.565
C21E 9C4467 7/23/200918840 S. Stoney Island 0/104 7.47 0.595
'C23B 9C4468 7/23/2009{11032 S. Homewood 0/103 7.49 0.567
'C23D 9C4469 7/23/2009{10301 S. Sawyer 0/107 7.47 0.583
C8C 9C4473 7/23/2009{2179 N. Stave 0/105 7.59 0.521
- C6B 9C4489 7/24/2009{1052 W. Waveland 0/105 7.59 0.636
C7D 9C4490 7/24/2009{1658 West Webster 0/102 7.56 0.548
CoB 9C4491 7/24/2009]5258 West Grand 0/104 7.56 0.535
C10B 9C4492 7/24/2009{2817 North Natoma 0/106 7.57 0.538
C10C 9C4493 7/24/2009{1819 North Harlem 0/103 7.55 0.549
CoD 9C4573 7/24/2009/4900 West Chicago Ave 0/103 7.53 0.516

LABORATORY ACCREDITATION NUMBER : 100228

Sokoo $ 0= Mo SO ap o s

Chief Water Chemist ‘Director of Laboratories Water Quality Manager




BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

3rd QUARTER 2009
SITE# | IEPA# ADDRESS DATE | TIME TEO':'P' Cl, RES. | Field pH | Lab pH sa“;;'e"
11 C3B :gjgcﬁsgumbenan g |o72i09] 1245 20°, 0.72 7.52 7.66 P.J.
134 CaF | e e ooy, | 072108 | 1222 19°, 0.62 7.65 7.58 P.J.
16 C4B ;gfgc;\‘l’_sﬁa o 07/21/09 | 11:48 20°, 0.49 7.85 7.61 P.J.
17 cac  |Mermimac Park 07/21/10 | 11:05 18° 0.67 7.68 7.58 P.J.
6343 W. Irving Park Rd. ¢
20 C5A  [s1er N Mo omton 1 o7i21/09 | 1017 | 2, 0.73 7.54 7.65 P.J.
26 ces |° gseg%‘ﬁ\,ave'an 4 07/24/09 |  8:20 219, | 074 | 752 759 | P.J.
33 c7D ?g?g‘cvva,r\‘,’v;?;fe?"we 07/24/09 | 13:03 21°, 0.52 7.71 7.56 P.J.
37 csc ;r:gﬁssetave 07/23/09 | 10:09 21°, 0.87 7.54 7.59 P.J.
40 C9B gggg(:ll\jl??aran ) 07/24/09 | 12:26 210, 0.80 7.58 7.56 P.J.
42 coD Zggg%‘f%hicago Ave, | 0724009 | 8:08 21°, 0.67 7.54 7.53 P.J.
45 c108 ggﬁh;’,‘\'lfﬁaz)a;‘iomce 07/24/09 | 10:50 | 20° 0.72 7.56 7.57 P.J.
46 c1oc ?:1% 'ﬂ“gasﬂt:rf 07/24/09 | 11:16 20° 0.63 7.64 755 P.J.
65 c14C Zgggc’su.sgonage Grove | 072109 | 7:35 21°, 0.62 7.64 7.54 D.T.
67 C14E Z;’gﬁ %f.ﬁljzlste 4 07/21/09 |  8:30 21°, 0.12 7.67 7.59 D.T.
148 C18F ;gfg%‘&sz st Strest 07/21/09 |  9:57 21°, 0.69 7.55 7.54 D.T.
84 c18B gizrjgc\,;feegth Steet | 072109 | 1105 | 20 0.62 7.58 7.54 D.T.
89 C19B ?;’g;’_"sefsm“;fa‘g: 07/21/09 | 12:32 24°, 0.43 7.57 7.55 D.T.
90 ci9c 'égtszbi‘:i::ﬂﬁggzan 07/22/09 | 8:08 21°, 0.68 7.65 7.50 D.T.
93 C20A ggg;‘?SQeSr 4 Street 07/23/09 |  7:54 21°, 0.77 7.66 7.52 D.T.
96 C20D fg}g‘gfhggrgt:{;'td 07/22109 | 9:09 22° | o78 | 756 | 752 | b1
102 | c21E g;i‘g gf g';gﬁ:y?g:: " | o7i2si09 | 817 21°, 0.59 7.58 747 | D.T.
103 C22A gg;g"slfs;e drie 07/22/09 | 11:03 20°, 0.63 7.60 7.50 D.T.
104 C228 ;gggosu.sgmaski 07/22/09 | 10:42 | 21°, 0.69 7.63 7.53 D.T.
109 C23B Tg’ggg‘geHomewoo 4 | 07723110 1036 21°, 0.60 7.56 7.49 D.T.
111 ceap |71 Store 07/23/09 | 9:56 20° 0.49 7.59 7.47 D.T.
10301 S. Sawyer e

T

AL s oA

¥ e Water Quality Inspector In - Charge

Diréctoref Water Quality

Water Quality Manager




CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Date Collected: 10/27, 28, 29, 30, 2009
Report Date: 11/2/2009
— = PARANETERS.
IEPA Site a ate Alkalinl
Number | Number | Collected ke mgILty pH Orthzhgtzahate
C14C 9C6362 | 10/27/2009(4600 S. Cottage Grove 0/102 7.52 0.543
C14E 9C6363 | 10/27/2009{4101 S. Halsted 0/107 7.54 0.434
C18F 9C6364 | 10/27/2009/2215 W. 51st 0/109 7.47 0.525
C18B 9C6365 | 10/27/2009{2240 W. 69th 0/107 7.48 0.533
C19B 9C6366 | 10/27/2009]740 E. 56th Place 0/107 7.48 0.509
C3B 9C6370 | 10/27/2009]5343 N. Cumberiand 0/106 7.47 0.419
CAF 9C6371 | 10/27/2009]8029 Forest Preserve Dr 0/107 7.44 0.446
C4B 9C6372 | 10/27/2009]3918 N. Harlem 0/107 7.48 0.434
c4C 9C6373 | 10/27/2009{6343 W. Irving Park 0/108 7.5 0.400
C5A 9C6374 | 10/27/2009|5151 N. Milwaukee 0/110 7.49 0.487
C22A 9C6387 | 10/28/2009]/8026 S. Kedzie 0/111 7.43 0.461
C19C 9C6388 | 10/28/2009]65th & Lake Michigan 0/105 7.48 0.487
C22B 9C6389 | 10/28/2009|7659 S. Pulaski 0/105 7.50 0.458
Cé6B 9C6390 | 10/28/2009{1052 W. Waveland 0/105 7.46 0.433
C7D 9C6391 | 10/28/2009{1658 West Webster 0/107 7.51 0.426
coB 9C6392 | 10/28/2009]5258 West Grand 0/107 7.58 0.426
C10B 9C6393 | 10/28/2009{2817 North Natoma 0/107 7.50 0.432
C10C 9C6394 | 10/28/2009(1819 North Harlem 0/107 7.52 0.437
C20D 9C6410 | 10/29/2009{1619 E. 73rd St. 0/111 7.44 0.494
C20A 9C6411 | 10/29/2009(3027 E. 93rd St. 0/108 7.46 0.455
C21E 9C6412 | 10/29/2009]/8840 S. Stoney Island 0/108 7.47 0.438
C23B 9C6413 | 10/29/2009{11032 S. Homewood 0/106 7.45 0.406
C23D 9C6414 | 10/29/2009/10301 S. Sawyer 0/109 7.48 0.486
C8C 9C6436 | 10/30/2009]2179 N. Stave 0/106 7.46 0.441
CaD 9C6437 | 10/30/2009{4900 West Chicago Ave 0/107 7.53 0.449

LABORATORY ACCREDITATION NUMBER: 100228

Chief Water Chemist Director of Laboratories Water Quality ﬁanager




BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

4th QUARTER 2009
SITE# | IEPA# ADDRESS DATE | TIME TE,,“:P' Cl, RES. | Field pH | Lab pH s’g’;'ed

1 C3B gg:g‘ﬁsgumbe hang | 1027008 | 13116 18°, 0.69 7.56 7.47 S.R.
134 CaF e e ooy, | 10/27/09 | 12:55 16°, 0.69 7.58 744 | SR
16 C4B ggfg‘:q”_ssa Hem 10/27/09 | 12:35 16°, 0.48 7.59 7.48 S.R.
17 cac gﬂsirg'\'l‘:clmg Park Rg. | 10/27/09 | 11:30 14°, 0.65 7.49 7.50 S.R.
20 C5A  [ayor i MiloweaSaton | 102708 | 10:30 18°, 0.65 7.37 749 | S.R.
26 CcéB ':ggg‘:,‘\‘f‘\*,\,avelan g 10/28/09 |  8:43 13°, 0.75 7.63 7.46 S.R.
33 Cc7D fgg%vv‘(léﬁ,:s;‘t’e?mce 10/28/09 |  7:50 14°, 0.75 7.51 7.51 S.R.
37 csc ; :?g?\l”_sgtave 10/30/09 |  9:37 17°, 0.85 7.52 7.46 P.J

40 Cc9B gggg%‘fgran 4 10/28/10 | 12:03 16°, 0.67 7.62 7.58 S.R

42 coD Zggg‘\’,‘f%hicago Ave, | 1073009 | 11:08 18° 0.72 7.58 7.53 P.J

45 C108 gg;r;v&/é::a\t;ar:;omce 10/28/09 |  11:27 152, 0.71 7.62 7.50 S.R.
46 c1oc %’189 l:lr_uﬂasﬂt:rr: 10/28/09 |  12:45 16° 0.60 7.60 7.52 S.R.
65 cl4c Zggg"s‘fsgouage Grove | 102708 | 7:45 13, 0.80 7.43 7.52 D.T
67 cag |PostOffice 10/27/09 |  8:35 17° 0.27 7.55 7.54 D.T.

4101 S. Haisted ¢

148 C18F g?g%‘;ses 15t Street 10/27/09 |  10:08 16°, 0.77 7.46 7.47 D.T.
84 C18B ggzg%‘f‘zgm Strest 1027/09 | 11:10 14°, 0.75 7.46 7.48 D.T.
89 C198 Srosgt_’fs',:’r"”;;‘;"; 1027/09 | 12:33 19°, 0.57 7.46 7.48 D.T.
90 ci9c E;Eibﬂimﬁﬁﬂan 10/28/09 |  8:26 14°, 0.63 7.48 7.48 D.T.
93 C20A g(i)rg;o;s;sr 4 Strest 1029010 | 8:43 12°, 0.75 7.45 7.46 D.T.
96 C20D fg;g‘ gfh;g:'gt::;d 10/20/09 | 9:38 13°, 0.82 7.53 7.44 D.T.
102 C21E g;itg gf g{gg:y?g:’: ", | 102908 | 915 18°, 0.82 7.44 7.47 D.T.
103 C22A g ggg"su'sze dzie 10/28/09 |  10:59 132, 0.77 7.48 7.43 D.T.
104 Cc228 ;ggg%‘fs:ulaski 102810 |  10:38 13°, 0.79 7.53 7.50 D.T.
109 Cc23B f:rggglgeHomewoo g | 102009 | 1141 13°, 0.78 7.45 7.45 D.T.
111 C23D :aghftgf‘gawyer 10/29/09 | 10:58 °c 0.69 7.49 7.48 D.T.
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Water Quality Parameter (WQP) Range Worksheet for the month of JULY, 2009

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant

TAP NO.

01 (North Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Jrequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/1 or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.72 12 .56
2 6 7.66 12 .56
3 6 7.64 12 .56
4 6 7.67 12 .59
5 6 7.92 12 .56
6 6 7.63 12 .56
7 6 7.62 12 .55
8 6 7.65 12 .55
9 6 7.65 12 57
10 6 7.64 12 .57
11 6 7.63 12 57
12 5 7.62 12 .55
13 6 7.61 12 .55
14 6 7.64 12 .55
15 6 7.62 12 .55
16 6 7.61 12 .55
17 6 7.65 12 .54
18 6 7.64 12 .55
19 6 7.64 12 .54
20 6 7.66 12 57
21 6 7.67 12 .54
22 6 7.67 12 52
23 6 7.66 12 49
24 6 7.64 12 Sl
25 6 7.66 12 .54
26 6 7.66 12 Sl
27 6 7.65 12 .50
28 6 7.66 12 .50
29 6 7.68 12 Sl
30 6 7.62 12 .55
31 6 7.61 55
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of AUGUST, 2009

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant

TAP NO.

01 (North Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more [frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value

1 6 7.63 12 0.55

2 6 7.59 12 0.56

3 6 7.61 12 0.57

4 6 7.61 12 0.57

5 6 7.65 12 0.57

6 6 7.62 12 0.53

7 6 7.64 12 0.55

8 6 7.63 12 0.54

9 6 7.60 12 0.51

10 6 7.60 12 0.51

11 6 7.59 12 0.52

12 6 7.61 12 0.50

13 6 7.61 12 0.47

14 6 7.61 12 0.49

15 6 7.58 12 0.53

16 6 7.59 12 0.51

17 6 7.60 12 0.52

18 6 7.60 12 0.52

19 6 7.59 12 0.52
20 6 7.59 12 0.54
21 6 7.57 12 0.56
22 6 7.56 12 0.55
23 6 7.56 12 0.55
24 6 7.60 12 0.50
25 6 7.58 12 0.52
26 6 7.58 12 0.53
27 6 7.61 12 0.53
28 6 7.59 12 0.53
29 6 7.60 12 0.53
30 6 7.60 12 0.52
31 6 7.62 12 0.53

Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of September 2009

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant

TAP NO.

01 (North Qutlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

H

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.58 12 0.53
2 6 7.56 12 0.51
3 6 7.57 12 0.51
4 6 7.56 12 0.50
5 6 7.63 12 0.49
6 6 7.61 12 0.49
7 6 7.59 12 0.48
8 6 7.59 12 0.50
9 6 7.66 12 0.48
10 6 7.68 12 0.48
11 6 7.68 12 0.50
12 6 7.65 12 0.49
13 6 7.71 12 0.47
14 6 7.63 12 0.49
15 6 7.63 12 0.50
16 6 7.67 11 0.52
17 6 7.69 12 0.50
18 6 7.67 12 0.51
19 6 7.67 12 0.50
20 6 7.70 12 0.50
21 6 7.66 12 0.48
22 6 7.67 12 0.45
23 6 7.67 12 0.45
24 6 7.66 13 0.44
25 6 7.64 12 0.45
26 6 7.62 13 0.45
27 6 7.63 12 0.46
28 6 7.67 12 0.50
29 6 7.73 12 0.50
30 6 7.69 12 0.50
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of October, 2009

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant

TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7

.0 or greater

Orthophosphate

0.40 mg/1 or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.61 12 45
2 6 7.61 12 45
3 6 7.63 12 48
4 6 7.63 12 A48
5 6 7.63 12 47
6 6 7.65 12 .50
7 6 7.63 12 .50
8 6 7.62 12 .50
9 6 7.58 12 48
10 6 7.57 12 47
11 6 7.56 12 .50
12 6 7.61 12 .50
13 6 7.63 12 51
14 6 7.61 12 49
15 6 7.59 12 .50
16 6 7.59 12 .50
17 6 7.63 12 .49
18 6 7.63 12 49
19 6 7.64 12 48
20 6 7.62 12 A48
21 6 7.65 12 .49
22 6 7.63 12 .50
23 6 7.64 12 49
24 6 7.66 12 49
25 6 7.65 12 .50
26 6 7.66 12 50
27 6 7.66 12 .50
28 6 7.68 12 49
29 6 7.64 12 47
30 6 7.66 12 48
31 6 7.63 12 47
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of November, 2009

A s AUV
Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Jrequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 7 7.63 13 46
2 6 7.65 12 .49
3 6 7.65 12 .50
4 6 7.61 12 .50
5 6 7.63 12 .50
6 6 7.60 12 49
7 6 7.59 12 A48
8 6 7.59 12 48
9 6 7.61 12 47
10 6 7.63 12 45
11 6 7.63 12 49
12 6 7.61 12 S1
13 6 7.65 12 51
14 6 7.65 12 49
15 6 7.64 12 .50
16 6 7.63 12 .50
17 6 7.64 12 .50
18 6 7.60 12 S1
19 6 7.64 12 S1
20 6 7.63 12 .50
21 6 7.59 12 52
22 6 7.62 12 Sl
23 6 7.65 12 47
24 6 7.66 12 Sl
25 6 7.65 12 48
26 6 7.64 12 46
27 6 7.63 12 44
28 6 7.68 20 40
29 6 7.67 12 A7
30 6 7.64 15 37 X
Total Excursions for Month (total all checks) 1




Water Quality Parameter (WQP) Range Worksheet for the month of December. 2009

O, SOV
Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is Yyour option to monitor more frequently.

Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges

H 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.67 13 44
2 6 7.66 15 .39 X
3 6 7.66 12 42
4 6 7.66 12 44
5 6 7.67 12 43
6 6 7.70 13 44
7 6 7.67 13 41
8 6 7.66 11 Sl
9 6 7.66 12 .60
10 6 7.66 12 S1
11 6 7.67 12 52
12 6 7.69 12 .53
13 6 7.61 12 .50
14 6 7.65 12 51
15 6 7.70 12 53
16 6 7.68 12 51
17 6 7.65 12 Sl
18 6 7.68 12 .50
19 6 7.65 13 47
20 6 7.67 12 .50
21 6 7.65 12 .50
22 6 7.65 12 46
23 6 7.65 12 50
24 6 7.68 12 47
25 6 7.66 12 48
26 6 7.67 12 49
27 6 7.65 12 49
28 6 7.65 12 .50
29 6 7.66 12 49
30 6 7.65 12 .50
31 6 7.66 12 48

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of July/2009 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.7 3 0.51
2 6 7.6 3 0.46
3 6 7.6 3 0.49
4 6 7.6 3 0.52
5 6 7.6 3 0.53
6 6 7.7 3 0.49
7 6 7.6 3 0.48
8 6 7.6 3 0.54
9 6 7.6 3 0.52
10 6 7.6 3 0.51
11 6 7.6 3 0.54
12 6 7.6 3 0.49
13 6 7.6 3 0.45
14 6 7.6 3 0.49
15 6 7.6 3 0.52
16 6 7.6 3 0.52
17 6 7.6 3 0.51
18 6 7.6 3 0.48
19 6 7.6 3 0.52
20 6 7.6 3 0.49
21 6 7.6 3 0.49
22 6 7.6 3 0.48
23 6 7.6 3 0.50
24 6 7.6 3 0.50
25 6 7.6 3 0.48
26 6 7.6 3 0.48
27 6 7.6 3 0.49
28 6 7.6 3 0.48
29 6 7.6 3 0.49
30 6 7.6 3 0.49
31 6 7.6 3 0.47




Water Quality Parameter (WQP) Range Worksheet for the month of August/2009 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Qutlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/1 or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.49
2 6 7.6 3 0.51
3 6 7.6 3 0.48
4 6 7.6 3 0.45
5 6 7.6 3 0.46
6 6 7.6 3 0.48
7 6 7.6 3 0.50
8 6 7.6 3 0.49
9 6 7.6 3 0.45
10 6 7.6 3 0.48
11 6 7.6 3 0.44
12 6 7.6 3 0.45
13 6 7.7 3 0.47
14 6 7.7 3 0.48
15 6 7.6 3 0.44
16 6 7.7 3 0.52
17 6 7.6 3 0.52
18 6 7.7 3 0.49
19 6 7.6 3 0.45
20 6 7.6 3 0.51
21 6 7.6 3 0.50
22 6 7.6 3 0.50
23 6 7.6 3 0.51
24 6 7.6 3 0.47
25 6 7.6 3 0.48
26 6 7.6 3 0.52
27 6 7.7 3 0.49
28 6 7.6 3 0.50
29 6 7.6 3 0.49
30 6 7.6 3 0.47
31 6 7.6 3 0.48




Water Quality Parameter (WQP) Range Worksheet for the month of September/2009 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/] or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.49
2 6 7.6 3 0.47
3 6 7.6 3 0.47
4 6 7.6 3 0.49
5 6 7.6 3 0.48
6 6 7.6 3 0.51
7 6 7.6 3 0.46
8 6 7.6 3 0.48
9 6 7.6 3 0.48
10 6 7.6 3 0.46
11 6 7.6 3 0.47
12 6 7.6 3 0.48
13 6 7.6 3 0.49
14 6 7.6 3 0.47
15 6 7.7 3 0.46
16 6 7.7 3 0.45
17 6 7.6 3 0.49
18 6 7.6 3 0.49
19 6 7.7 3 0.50
20 6 7.7 3 0.48
21 6 7.6 3 0.48
22 6 7.6 3 0.50
23 6 7.7 3 0.46
24 6 7.6 3 0.46
25 6 7.7 3 0.46
26 6 7.7 3 048
27 6 7.7 3 0.46
28 6 7.7 3 0.48
29 6 7.7 3 0.48
30 6 7.6 3 047




Water Quality Parameter (WQP) Range Worksheet for the month of October/2009 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

o

0.40 mg/] or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.49
2 6 7.6 3 0.51
3 6 7.6 3 0.50
4 6 7.6 3 0.47
5 6 7.6 3 0.47
6 6 7.6 3 0.51
7 6 7.6 3 0.48
8 6 7.6 3 0.47
9 6 7.6 3 0.46
10 6 7.6 3 0.47
11 6 7.6 3 0.48
12 6 7.6 3 0.46
13 6 7.6 3 0.47
14 6 7.6 3 0.47
15 6 7.6 3 0.49
16 6 7.6 3 0.46
17 6 7.6 3 0.48
18 6 7.6 3 0.48
19 6 7.6 3 0.48
20 6 7.6 3 0.51
21 6 7.6 3 0.49
22 6 7.6 3 0.46
23 6 7.6 3 0.46
24 6 7.6 3 0.48
25 6 7.6 3 0.49
26 6 7.6 3 0.48
27 6 7.6 3 0.50
28 6 7.6 3 0.48
29 6 7.6 3 0.48
30 6 7.6 3 0.49
31 6 7.6 3 0.47

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of November/2009 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.48
2 6 7.6 3 0.50
3 6 7.6 3 0.46
4 6 7.7 3 0.48
5 6 7.7 3 0.48
6 6 7.7 3 0.49
7 6 7.7 3 0.48
8 6 7.6 3 0.49
9 6 7.6 3 0.50
10 6 7.7 3 0.49
11 6 7.7 3 0.48
12 6 7.7 3 0.48
13 6 7.7 3 0.47
14 6 7.7 3 0.47
15 6 7.7 3 0.45
16 6 7.7 3 0.50
17 6 7.7 3 0.47
18 6 7.7 3 0.48
19 6 7.7 3 0.47
20 6 7.6 3 0.48
21 6 7.6 3 0.49
22 6 7.6 3 0.47
23 6 7.6 3 0.49
24 6 7.7 3 0.47
25 6 7.6 3 0.47
26 6 7.6 3 0.48
27 6 7.6 3 0.51
28 6 7.6 3 0.48
29 6 7.7 3 0.48
30 6 7.6 3 0.48

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of December/2009 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Srequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
| 6 7.6 3 0.49
2 6 7.6 3 0.50
3 6 7.6 3 0.48
4 6 7.6 3 0.49
5 6 7.6 3 0.47
6 6 7.6 3 0.47
7 6 7.7 3 0.49
8 6 7.7 3 0.47
9 6 7.6 3 0.47
10 6 7.6 3 0.47
11 6 7.6 3 0.48
12 6 7.6 3 0.51
13 6 7.6 3 0.52
14 6 7.6 3 0.47
15 6 7.6 3 0.49
16 6 7.6 3 0.51
17 6 7.4 3 0.46
18 6 7.4 3 0.50
19 6 7.5 3 0.52
20 6 7.5 3 0.48
21 6 7.6 3 0.54
22 6 7.6 3 0.50
23 6 7.6 3 0.46
24 6 7.6 3 0.47
25 6 7.6 3 0.45
26 6 7.6 3 0.52
27 6 7.6 3 0.48
28 6 7.6 3 0.49
29 6 7.6 3 0.47
30 6 7.6 3 0.45
31 6 7.6 3 0.51

Total Excursions for Month (total all checks)




City of Chicago
Richard M. Daley, Mayor

Department of Water Management

Jardine Water Purification Plant
1000 East Ohio Street

Chicago, Illinois 6061 1

(312) 744-7001

(312) 744-9631 (FAX)

(312) 744-2968 (TTY)

www_cityofchicago.org/
watermanagement

NE WQDS

i3

BUILDING CHICAGO TOGETHER

July 2, 2010

Mr. Paul Connelly

Lead and Copper Coordinator

Illinois Environmental Protection Agency
Bureau of Water - DWCU #19

1021 North Grand Avenue, East

P.O. Box 19276

Springfield, Illinois 62794-9276

Re:  PWSID IL0316000 — Chicago Department of Water Management
Water Quality Parameters from January through June of 2010.

Dear Mr. Connelly:

Attached is the Certification of Results for the water quality parameter ranges
for the period of January, 2010 through June, 2010. The entry point data
represents all of the analyses performed on samples for Tap 01 (Jardine
WTP) and TAP 02 (South WTP). The 25 distribution system locations are
coliform sampling sites.

This report will be submitted by e-mail with pdf attachment followed by
mailing of the original. All analyses were done by the Department of Water
Management.

Sincerely,
% F. Spatz,; é
First Deputy Commissioner
JFS:aes
attachment




Ilinois Environmental Protection Agency
Compliance with the Water Quality Parameter (WQP) Ranges

Certification of Results
By completing this form, you are verifying information about entry-point and distribution WQP
measurements taken during a six-month period at this water supply. Fill-out all required information
below including information specific to each month of the six-month period. This form must be
submitted within 10 days following the end of each six-month monitoring period (either July 10% or
January 10%). Submit completed forms to: Lead and Copper Coordinator, DWCU #19, 1021 North
Grand Ave. East, P.O. Box 19276, Springfield, IL 62794-9276.

Facility Number It 0316000 Facility Name City of Chicago, Department of Water Management
Report is for the 6-month period beginning __January and ending ____June Year 2010
(January or July) (June or December)
Frequency of Entry Point Monitoring (circle one): Bi-weekly  Other
**Fill in the table for each month of the 6-month period**
Circle Month Circle Month Circle Month
@ July Angust | September
Total Entry Total Entry Total Entry
Point Excursions 0 Point Excursions 0 Point Excursions 0
for the Month | __1 | for the Month for the Month
Total number of Distribution ] Total Distribution Point
Samples collected Excursions for the '
| for the 1 three-month period_
Circle Month Circle Month Circle Month
October November December
Total Entry o Total Entry
Point Excursions Point Excursions 0 Total Entry 0
for the Month for the Month Point Excursions L ] |

Total number of Distribution

Total Distribution Point |
Excursions for the
2" three-month period

I hereby certify that the above information is accurate. I also certify the above information was calculated using the

methodology described in Section 2 of the

“Determining Compliance with the Water Quality Parameter Ranges

Guidance Manual” and is documented at the water supply using the Water Quality Parameter (WQP) Range
Reports kept on file at the water supply. I also certify that all water quality parameters were measured accurately

G

July 2,
(Date)

2010

This is autharized to require this information under Nilinois Revised Statutes, 1987, Chapter 1 1§ 1/2, Section 1004{H). Disclosuse of this information is required. Failure to do so may result in a civi)
penalty up 10 $10,000.00 and an additional eivil penalty up o $4,000.00 far each day the failure continues. & fine up t $1,000.00 and imprisanment up 10 one year. This form has been approved by the Forms

Mansgemens Center.

IL 532-2728 WPC 713 5/2001 rev.7/2004

G-14



CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Date Collected:

April 20 -May 27, 2010

Report Date: June 3, 2010
IEPA Site Lab Date Alkalinity Orthophosphate

Number | Number | Collected Address mg/L PH mg/L.

1 C3B 10C2439 | 4/20/2010 |5343 N. Cumberland 0/104 7.63 0.48
2] C19B 10C2438 | 4/20/2010 {740 E. 56th Place 0/103 7.46 0.50
3] C4F 10C2447 | 4/21/2010 |8029 Forest Preserve Dr. 0/102 7.62 0.49
4] C4B 10C2448 | 4/21/2010 |3918 N. Harlem 0/106 7.62 0.48
5| C4C 10C2449 | 4/21/2010 |6343 West Irving Park 0/105 7.63 0.46
6] C5A 10C2450 | 4/21/2010 {5151 N.Milwaukee 0/104 7.63 0.52
71 C14C 10C2451 | 4/21/2010 4600 S. Cottage Grove 0/107 7.65 0.49
8{ C14E 10C2452 | 4/21/2010 |4101 S. Halsted 0/104 7.66 0.52
9] C18F 10C2453 | 4/21/2010 [2215 W. 51st. Street 0/105 7.64 0.48
10 C18B 10C2454 | 4/21/2010 |2240 W. 69th St. 0/106 7.64 0.48
11 C19C 10C2455 | 4/20/2010 [65th & Lake Michigan 0/107 7.64 0.46
12 C20D 10C2456 | 4/20/2010 |1619 East 73rd St. 0/109 7.64 0.50
13] C22A 10C2457 | 4/20/2010 |8026 S. Kedzie 0/108 7.61 0.52
14] C22B 10C2458 | 4/20/2010 {7659 S. Pulaski 0/105 7.60 0.56
15f C6B 10C2465 | 4/20/2010 {1052 W. Waveland 0/106 7.73 0.48
16] C9B 10C2466 | 4/20/2010 [5258 W. Grand 0/106 7.70 0.48
17| C10B 10C2467 | 4/20/2010 |2817 N. Natoma 0/106 7.70 0.48
18] C10C 10C2468 | 4/20/2010 [1819 N. Harlem 0/107 7.72 0.48
19 C20A 10C2480 | 4/22/2010 {3027 E. 93rd 0/109 7.47 0.52
20| C21E 10C2481 | 4/22/2010 {8840 S. Stoney Island 0/109 7.48 0.52
21} C23B 10C2482 | 4/22/2010 |11035 S. Homewood 0/109 7.49 0.52
22| C23D 10C2483 | 4/22/2010 |10301 S. Sawyer 0/110 7.51 0.52
23] C8C 10C2491 | 4/22/2010 |2179 N. Stave 0/109 7.57 0.50
24]  C9D 10C2492 | 4/22/2010 {4900 W. Chicago Ave. 0/109 7.63 0.48
25 C7C 10C3178 | 05/27/10 |2718 N. Halsted 0/110 7.45 0.47

LABORATORY ACCREDITATION NUMBER : 100228

Lods 3t Ao

Chief Water Chemist

Director of Laboratories

Water Quality Manager



BUREAU OF WATER SUPPLY
WATER QUALITY SURVIELLANCE SECTION
WATER QUALITY PARAMETER SURVEY

2nd QUARTER 2010
SITE# | IEPA# ADDRESS DATE | TIME T'f,TP' CI, RES. | Field pH | Lab pH sa';';"’d
11 c3B ggjg(:\ll{sgumberlan 4 |o4z0mof 106 10°% | o8 | 745 | 763 | P.u.
134 CaF [ K e Dr. | 0421110 | 1052 | 12°, 0.69 7.83 762 | MK
16 C4B ggﬂ‘;\lu.s:arlem 0421110 | 1112 | 10% | o030 | 774 | 762 | mk
17 cac |MemmacP ?n’; Park Ra.| 042110 | 10:30 | &, 035 | 775 | 763 | MK
20 C5A  [S1e1 N Minmce oo™ | 042110 | 955 14°, 0.55 7.73 763 | Mk
26 C6B |1:(i)r§2(\)/l\f(\eNavelan g |o42110| 849 10% | o095 | 780 | 773 | Pp.u.
32 c7c ;;’j’gﬁs:a'ste gst  |052710| 1232 | 15% | os0 | 763 | 745 | KR
37 csc ;‘1'732‘:‘1“_5‘8*@/6 : 0422110 | 1002 o°, 102 | 787 | 757 | P4
40 CcoB ggg;‘%f%ran g 0421110 |  1:00 10°% | oss | 784 | 770 | p.u.
42 coD zggg“’,‘\‘f‘%hicago ave. | 0422110 1127 | o, 087 | 787 763 | D.T.
45 c108 gggt;vr\fﬁa\t(:nrgomce 042110 1128 | o, 093 | 775 | 770 | p.u.
46 | croc |O° Djug Store oa2110| 1155 | 11 | o72 | 770 | 772 | Py
65 C14C Eggg‘;fsgouage Grove | 0421110 1000 | 12% | o078 | 750 | 765 | D.T.
67 c14g |PostOffice 04/21/10 | 10:30 13, 0.42 7.51 7.66 D.T.
4101 S. Halsted e

148 | C18F ;'2';*2‘\’,‘\‘,5% istseet | 042110 | 1108 | 12% | o072 772 | 764 | D.T.
84 Cc18B ;‘2'583‘\‘,?‘2% Steet | 042110 1130 | 1% | oee | 773 | 764 | DT
89 C198B ?:(;ng’fs';f‘“;g‘c’z 042010 [ 12:35 | 12°. | o065 | 769 | 746 | SR
90 c19c 'égtsﬁ‘;i:&si‘ggag'an 0421110 | 8:17 11° | oes | 775 | 764 | s.R
93 C20A [frshouse sweet | 042210 | 817 1% | o2 | 779 | 747 | sr
9% cop |2 g‘ gf"?‘s"r’g'gt;ae'td 0421710 | 943 1% | o8 | 775 | 764 | sr
102 | czie [SE g g't'gs:y?sfgf " | oa22r10 | 847 1% | om0 | 767 | 748 | sr
103 | C22A gg;g?sse e 0421110 | 1156 | 11°, | o84 | 773 | 781 | SR
104 | c228 ;gggcg‘.sl:e’ulaski 0421110 | 11:13 | 11°, | o087 774 | 7680 | SR
109 | c238 ﬂ'ggg‘:emmewoo g |o422110| 1037 | 1%, [ o7 773 | 749 | sR
111 C23D :;)13101S§§awyer 0412210 |  9:55 11°, 0.74 7.76 751 | SR

Water Quality Inspector In - Charge

Director of Water Quality

Water Quality Manager




CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Date Collected: 1/26/2010

Report Date: 2/5/2010

IEPA Site Lab Date Alkalinity Orthophosphate

Number | Number | Coliected Address mg/L. PH mg/L

C14C 10C0573 | 1/26/2010 4600 S. Cottage Grove 118 7.61 0.49
C14E 10C0574 | 1/26/2010 {4101 S. Halsted 115 7.49 0.56
C18F 10C0575 | 1/26/2010 {2215 W. 51st. Street 109 7.48 0.52
c18B 10C0576 | 1/26/2010 {2240 W. 69th St. 112 7.46 0.52
C19B 10C0577 | 1/26/2010 |740 E. 56th Place 110 7.38 0.60
C3B 10C0580 | 1/26/2010 |5343 N. Cumberiand 111 7.55 0.49
CAF 10C0581 | 1/26/2010 |8029 Forest Preserve Dr. 109 7.52 0.49
C4B 10C0582 | 1/26/2010 |3918 N. Harlem 109 7.55 0.53
c4C 10C0583 | 1/26/2010 |6343 West Irving Park 108 7.55 0.50
C5A 10C0584 | 1/26/2010 |5151 N.Milwaukee 107 7.63 0.50
C19C 10C0599 | 1/27/2010 [65th & Lake Michigan 107 7.59 0.53
C20D 10C0600 | 1/27/2010 {1619 East 73rd St. 104 7.55 0.54
C22A 10C0601 | 1/27/2010 ]8026 S. Kedzie 106 7.60 0.51
C22B 10C0602 | 1/27/2010 |7659 S. Pulaski 103 7.60 0.50
C6B 10C0606 | 1/27/2010 |1052 W. Waveland 106 7.60 0.50
C7D 10C0607 | 1/27/2010 |1658 West Webster 108 7.52 0.46
C9B 10C0608 | 1/27/2010 [5258 W. Grand 108 7.58 0.48
C10B 10C0609 | 1/27/2010 {2817 N. Natoma 105 7.54 0.46
c10C 10C0610 | 1/27/2010 |1819 N. Harlem 106 7.60 0.47
C20A 10C0627 | 1/28/2010 {3027 E. 93rd 110 7.45 0.49
C21E 10C0628 | 1/28/2010 {8840 S. Stoney Island 113 7.53 0.51
C23B 10C0629 | 1/28/2010 [11035 S. Homewood 114 7.50 0.50
C23D 10C0630 | 1/28/2010 [10301 S. Sawyer 113 7.47 0.51
Cc8C 10C0648 | 1/29/2010 [2179 N. Stave 111 7.67 0.50
C9D 10C0649 | 1/29/2010 [4900 W. Chicago Ave. 115 7.64 0.49

LABORATORY ACCREDITATION NUMBER : 100228

Ropo booe Lo S

Chief Water Chemist Director of Laboratories Water Quality Manager



BUREAU OF WATER SUPPLY
WATER QUALITY SURVIELLANCE SECTION
WATER QUALITY PARAMETER SURVEY

1st QUARTER 2010
SITE# | IEPA# ADDRESS DATE | TIME TE,“:P‘ CI, RES. | Field pH | Lab pH sa';;'ed
11 c38 g;rjg‘;‘l‘fsgumbe tong | 0126110 | 1:03 4, 0.78 765 | 755 | Py
134 CAF  |ana PorK erve Dr. | 01/26/10 | 1243 7° 0.66 7.54 752 | P.J
16 c4B gg?;%.sflarlem 01/26/10 | 12:21 7°, 055 | 740 | 756 | Py
17 cac |Merrimac Park 01/26110 | 11:40 | &° 0.67 752 | 755 | P4
6343 W. irving Park Rd. ¢

20 C5A  [S1e1 N, Mmoo | ot/26/10 | 11:18 | 10°, 0.58 7.37 763 | Py
26 C68B fggg‘;‘\‘fmave'an s |ovzmo| eo7 &, 082 | 762 | 760 | P.u
33 c7D ;‘gg"v‘(’a_"‘/’\,:;;fe?ﬁm o1/27/10 | 8:25 £, 072 | 745 | 752 | Py
37 csc ;;'gg‘ﬁsgtave 01/29/10 | 9:00 £, 097 | 738 | 767 | D.T.
40 coB gggg‘;‘fzran § 0172710 | 1:04 5, o76 | 763 | 788 | Py
42 coD zggg‘:,‘\‘f%hicago ave, | 012910 | 9:20 5°, 089 | 761 | 764 | D.T.
45 | cio8 ggﬁ’;"xaﬁafgl Office | o270 | 1144 | 4, 082 | 759 | 754 | Py
46 c10C %sé E{”ﬂ;‘:: o1R7Mo | 1207 | 7, 067 | 761 760 | P.J
65 c14C :ggg‘gfsgoﬂage Grove | 01726110 | 755 5°, 0.87 759 | 761 | s.R
67 C14E Z’gﬁ %f'ﬁl_ci‘;lste g 01/26/10 | 8:50 11°, 0.59 7.54 7.49 S.R.
148 | c18F ;gfg?/‘\’,s% istsweet | OV26/10| 10:15 | &, 08 | 758 | 748 | SR
84 c188 ;gjg“’,‘\‘,fzgth Sweet | OV26110| 1125 | &, 072 | 750 | 746 | s.R
89 c198 ?;‘g;f’g;f\”;f:g 01126110 | 12:27 | &° 075 | 750 | 738 | sr
90 c19C ;ggfgi:&sig:gan 0127110 |  8:24 5°, 0.81 727 | 759 | s.R
93 C20A gg;;‘"E‘fsgsr ssweet | 012810 | 837 4, 0.81 745 | 745 | SR
96 C20D fg;g‘ gfh%‘r’:gt:e;d 012710 | 9:38 4, 090 | 746 | 755 | sr
102 | c21E ng gf [s"t'gg':’y?;ﬁ:: > | otz8m0| 00 4 082 | 748 | 753 | sr
103 | c22a [FFShOUse i o270 | 1142 | 4, 082 | 749 | 760 | SR
104 | c228 ;ggg"s"_s;ulaski 012710 | 11:20 | 4 0.91 752 | 760 | s.R
100 | ca38 f;’ggg‘;el_iomewoo 4 |o28no| 1t10 | & 08 | 747 | 750 | sr
111 | c23p :bgg?tgr%awyer 01/28M10 | 10:32 | 42, 080 | 749 | 747 | s.R

Water Quality Inspector In - Charge

Director of Water Quality

Water Quality Manager




Water Quality Parameter (WQP) Range Worksheet for the month of January 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH 7.0 or greater
Orthophosphate 0.40 mg/] or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.66 12 0.48
2 6 7.65 12 0.51
3 6 7.65 12 0.49
4 6 7.65 14 0.50
5 6 7.67 12 0.48
6 6 7.69 12 0.49
7 6 7.67 12 0.50
8 6 7.66 12 0.50
9 6 7.66 12 0.51
10 6 7.64 12 0.51
11 6 7.65 12 0.50
12 6 7.64 12 0.49
13 6 7.64 12 0.49
14 6 7.66 12 0.51
15 6 7.67 12 0.50
16 6 7.67 12 0.50
17 6 7.67 12 0.50
18 6 7.67 12 0.46
19 6 7.68 12 0.46
20 6 7.65 12 0.47
21 6 7.69 12 0.48
22 6 7.68 12 0.49
23 6 7.66 12 0.49
24 6 7.66 12 0.48
25 6 7.68 12 0.50
26 6 7.68 12 0.48
27 6 7.66 12 0.48
28 6 7.67 12 0.51
29 6 7.67 12 0.50
30 6 7.70 12 0.50
31 6 7.69 12 0.51
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of February 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO.

01 (North Qutlet)

Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.69 12 .50
2 6 7.66 12 .50
3 6 7.63 12 .50
4 6 7.65 12 52
5 6 7.67 12 S1
6 6 7.69 12 .50
7 6 7.70 12 49
8 6 7.70 12 49
9 6 7.65 12 .50
10 6 7.65 12 .50
11 6 7.65 13 .53
12 6 7.67 11 47
13 6 7.66 12 Sl
14 6 7.67 12 .50
15 6 7.63 12 46
16 6 7.63 12 .52
17 6 7.62 12 .52
18 6 7.69 12 .52
19 6 7.71 12 Sl
20 6 7.76 12 .50
21 6 7.74 12 .50
22 6 7.68 12 .52
23 6 7.69 12 Sl
24 6 7.68 12 S1
25 6 7.70 12 .50
26 6 7.68 12 S1
27 6 7.69 12 .50
28 6 7.68 12 .50
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of March, 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO.

01 (North Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more JSrequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
| 6 7.66 12 .50
2 6 7.68 12 49
3 6 7.68 12 52
4 6 7.67 12 Sl
5 6 7.69 12 52
6 6 7.70 12 Sl
7 6 7.65 12 Sl
8 6 7.67 12 Sl
9 6 7.68 12 .50
10 6 7.70 12 Sl
11 6 7.70 12 .50
12 6 7.69 12 .50
13 6 7.68 12 .50
14 6 7.68 11 .50
15 6 7.68 13 49
16 6 7.69 12 .50
17 6 7.70 12 .50
18 6 7.68 12 Sl
19 6 7.68 12 .50
20 6 7.70 12 .50
21 6 7.69 12 .50
22 6 7.69 12 Sl
23 6 7.71 12 Sl
24 6 7.74 12 49
25 6 7.72 12 49
26 6 7.73 12 48
27 6 7.72 12 .50
28 6 7.69 12 .49
29 6 7.70 12 .50
30 6 7.70 12 48
31 6 7.69 12 .49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of April, 2010

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

H

7.0 or greater

Orthophosphate

0.40 mg/! or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.67 12 49
2 6 7.64 12 .50
3 6 7.63 12 .50
4 6 7.62 12 .50
5 6 7.63 12 Sl
6 6 7.64 12 .50
7 6 7.65 13 A48
8 6 7.66 12 48
9 6 7.63 12 47
10 6 7.66 12 49
11 6 7.65 12 49
12 6 7.65 12 49
13 6 7.66 12 49
14 6 7.68 11 .50
15 6 7.67 13 49
16 6 7.67 12 A48
17 6 7.66 12 45
18 6 7.67 12 .50
19 6 7.66 12 50
20 6 7.68 12 Sl
21 6 7.70 12 S0
22 6 7.74 12 Sl
23 6 7.71 12 .50
24 6 7.74 12 .50
25 6 7.70 12 49
26 6 7.71 12 S50
27 6 7.69 12 .50
28 6 7.67 12 .50
29 6 7.67 12 51
30 6 7.66 12 S1
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of MAY, 2010

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
| 6 7.64 12 .50
2 6 7.62 12 .50
3 6 7.65 12 .50
4 6 7.66 14 50
5 6 7.66 12 .50
6 6 7.71 12 50
7 6 7.72 12 .49
8 6 7.74 12 49
9 6 7.74 12 .50
10 6 7.74 12 .50
11 6 7.71 12 48
12 6 7.70 12 .50
13 6 7.74 12 Sl
14 6 7.73 12 49
15 6 7.75 12 49
16 6 7.77 12 .50
17 6 7.71 12 .50
18 6 7.71 12 49
19 6 7.71 11 45
20 6 7.69 12 47
21 6 7.69 12 49
22 6 7.73 12 Sl
23 6 7.72 12 49
24 6 7.74 12 48
25 6 7.72 12 A48
26 6 7.73 12 47
27 6 7.74 12 47
28 6 7.78 12 44
29 6 7.77 12 46
30 6 7.72 12 48
31 6 7.71 12 49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of JUNE, 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.75 12 49
2 6 7.79 12 47
3 6 7.76 12 46
4 6 7.77 12 47
5 6 7.73 12 .49
6 6 7.77 12 47
7 6 7.78 13 41
8 6 7.81 10 42
9 6 7.76 13 .50
10 6 7.70 12 55
11 6 7.69 13 55
12 6 7.69 12 52
13 6 7.71 12 51
14 6 7.73 12 51
15 6 7.68 12 .50
16 6 7.63 12 .50
17 6 7.66 12 48
18 6 7.68 12 48
19 6 7.62 12 49
20 6 7.69 12 48
21 6 7.67 12 .50
22 6 7.67 12 49
23 6 7.69 12 .50
24 6 7.72 12 49
25 6 7.75 12 48
26 6 7.73 12 .50
27 6 7.71 12 49
28 6 7.72 12 48
29 6 7.70 12 .50
30 6 7.69 12 .50
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of January/2010 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73™ Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.52
2 6 7.6 3 0.46
3 6 7.6 3 0.53
4 6 7.6 3 0.50
5 6 7.7 3 0.48
6 6 7.6 3 0.47
7 6 7.6 3 0.49
8 6 7.6 3 0.50
9 6 7.6 3 0.49
10 6 7.6 3 0.46
11 6 7.5 3 0.45
12 6 7.5 3 0.52
13 6 7.6 3 0.50
14 6 7.5 3 0.50
15 6 7.6 3 0.50
16 6 7.5 3 0.48
17 6 7.5 3 0.48
18 6 7.6 3 0.50
19 6 7.6 3 0.48
20 6 7.5 3 0.49
21 6 7.5 3 0.49
22 6 7.5 3 0.51
23 6 7.5 3 0.53
24 6 7.5 3 0.46
25 6 7.5 3 0.45
26 6 7.5 3 0.51
27 6 7.6 3 0.48
28 6 7.6 3 0.48
29 6 7.5 3 0.50
30 6 7.6 3 0.48
31 6 7.6 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of February/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.49
2 6 7.5 3 0.48
3 6 7.6 3 0.50
4 6 7.6 3 0.53
5 6 7.6 3 0.49
6 6 7.6 3 0.48
7 6 7.6 3 0.46
8 6 7.5 3 0.47
9 6 7.6 3 0.48
10 6 7.6 3 0.48
11 6 7.6 3 0.48
12 6 7.7 3 0.49
13 6 7.6 3 0.51
14 6 7.6 3 0.48
15 6 7.6 3 0.50
16 6 7.6 3 0.45
17 6 7.6 3 0.49
18 6 7.6 3 0.48
19 6 7.6 3 0.48
20 6 7.6 3 0.49
21 6 7.7 3 0.50
22 6 7.6 3 0.52
23 6 7.6 3 0.47
24 6 7.6 3 0.50
25 6 7.6 3 0.48
26 6 7.6 3 0.48
27 6 7.5 3 0.49
28 6 7.5 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of March/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.5 3 0.48
2 6 7.4 3 0.49
3 6 7.4 3 0.46
4 6 7.4 3 0.48
5 6 7.4 3 0.49
6 6 7.5 3 0.48
7 6 7.4 3 0.49
8 6 7.4 3 0.50
9 6 7.4 3 0.48
10 6 7.4 3 0.49
11 6 7.5 3 0.47
12 6 7.5 3 0.50
13 6 74 3 0.48
14 6 7.6 3 0.49
15 6 7.4 3 0.49
16 6 7.4 3 0.48
17 6 7.4 3 0.48
18 6 74 3 0.49
19 6 7.5 3 0.48
20 6 7.4 3 0.48
21 6 7.4 3 0.50
22 6 7.4 3 0.51
23 6 7.4 3 0.49
24 6 7.4 3 0.48
25 6 7.6 3 0.49
26 6 7.6 3 0.50
27 6 7.6 3 0.47
28 6 7.5 3 0.51
29 6 7.5 3 0.50
30 6 7.4 3 0.49
31 6 7.6 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of April/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Qutlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.48
2 6 7.5 3 0.49
3 6 7.6 3 0.46
4 6 7.6 3 0.48
5 6 7.5 3 0.49
6 6 7.5 3 0.48
7 6 7.5 3 0.49
8 6 7.6 3 0.50
9 6 7.6 3 0.48
10 6 7.6 3 0.49
11 6 7.6 3 0.47
12 6 7.6 3 0.50
13 6 7.6 3 0.48
14 6 7.6 3 0.49
15 6 7.6 3 0.49
16 6 7.6 3 0.48
17 6 7.6 3 0.48
18 6 7.6 3 0.49
19 6 7.6 3 0.48
20 6 7.6 3 0.48
21 6 7.7 3 0.50
22 6 7.7 3 0.51
23 6 7.7 3 0.49
24 6 7.7 3 0.48
25 6 7.7 3 0.49
26 6 7.7 3 0.50
27 6 7.7 3 0.47
28 6 7.6 3 0.51
29 6 7.6 3 0.50
30 6 7.6 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of May/2010 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.46
2 6 7.6 3 0.47
3 6 7.6 3 0.47
4 6 7.6 3 0.48
5 6 7.6 3 0.49
6 6 7.6 3 0.48
7 6 7.7 3 0.50
8 6 7.6 3 0.48
9 6 7.7 3 0.48
10 6 7.7 3 0.49
11 6 7.7 3 0.48
12 6 7.6 3 0.49
13 6 7.6 3 0.47
14 6 7.7 3 0.47
15 6 7.6 3 0.50
16 6 7.6 3 0.47
17 6 7.6 3 0.49
18 6 7.7 3 0.48
19 6 7.7 3 0.49
20 6 7.7 3 0.48
21 6 7.7 3 0.52
22 6 7.7 3 0.45
23 6 1.7 3 0.46
24 6 7.7 3 0.46
25 6 7.7 3 0.47
26 6 7.6 3 0.48
27 6 7.7 3 0.49
28 6 7.7 3 0.50
29 6 7.7 3 0.45
30 6 7.7 3 0.46
31 6 7.7 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of June/2010 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more JSrequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/1 or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.7 3 0.51
2 6 7.7 3 0.51
3 6 7.7 3 0.49
4 6 7.7 3 0.48
5 6 7.7 3 0.46
6 6 7.7 3 0.50
7 6 7.7 3 0.49
8 6 7.7 3 0.48
9 6 7.7 3 0.49
10 6 7.7 3 0.49
11 6 7.7 3 0.50
12 6 7.7 3 0.50
13 6 7.6 3 0.51
14 6 7.6 3 0.50
15 6 7.7 3 0.51
16 6 7.7 3 0.48
17 6 7.7 3 0.47
18 6 7.7 3 0.45
19 6 7.7 3 0.46
20 6 7.7 3 0.48
21 6 7.7 3 0.51
22 6 7.7 3 0.48
23 6 7.7 3 0.49
24 6 7.7 3 0.49
25 6 7.6 3 0.45
26 6 7.6 3 0.47
27 6 7.6 3 0.50
28 6 7.6 3 0.47
29 6 7.7 3 0.50
30 6 7.6 3 0.48

Total Excursions for Month (total all checks)




City of Chicago
Richard M. Daley, Mayor

Department of Water Management

Thomas H. Powers, P.E.
Commissioner

Jardine Water Purification Plant
1000 East Ohio Street

Chicago, Ilinois 60611

(312) 744-7001

(312) 744-6931 (FAX)

(312) 744-2968 (TTY)

www.cityofchicago.org/
watermanagement

NE

% EQDS

BUILDING CHICAGO TOGETHER

January 10, 2011

Mr. Nate Keener

Lead and Copper Coordinator

Illinois Environmental Protection Agency
Bureau of Water - DWCU #19

1021 North Grand Avenue, East

P.O. Box 19276

Springfield, Illinois 62794-9276

Re:  PWSID IL0316000 — Chicago Department of Water Management
Water Quality Parameters from July through December of 2010.

Dear Mr. Keener;

Attached is the Certification of Results for the water quality parameter ranges
for the period of July, 2010 through December, 2010. The entry point data
represents all of the analyses performed on samples for Tap 01 (Jardine
WTP) and TAP 02 (South WTP). The 25 distribution system locations are
coliform sampling sites.

This report will be submitted by e-mail with pdf attachment, original will be
on file at the Department of Water Management.

Sincerely,

7
hn F. Spatf, Firs‘ﬁ)eputy
Commissioner

JFS:aes

attachment




Illinois Environmental Protectio

n Agency

Compliance with the Water Quality Parameter (WQP) Ranges

Certification of Results

By completing this form, you are verifying information about entry-point and distribution WQP
measurements taken during a six-month period at this water supply. Fill-out all required information
below including information specific to each month of the six-month period. This form must be
submitted within 10 days following the end of each six-month monitoring period (either July 10™ or
January 10™). Submit completed forms to: Lead and Copper Coordinator, DWCU #19, 1021 North

Grand Ave. East, P.O. Box 19276, Springfield, IL 62794-9276.

Facility Number IL 0316000 Facility Name_City of Chicago, Department of Water Management
Report is for the 6-month period beginning July and ending becembexr Year 2010
(January or July) (June or December)

Frequency of Entry Point Monitoring (circle one): Bi-weekly ~ Other
**Fill in the table for each month of the 6-month period**

Circle Month Circle Month Circle Month
January @ February March
Total Entry Total Entry Total Entry
Point Excursions 0 Point Excursions 0 Point Excursions
for the Month for the Month for the Month

Total number of Distribution
Samples collected
for the 1* three-month period

Total Distribution Point
Excursions for the
1* three-month period

Circle Month Circle Mont Circle Month
Apri May June
Total Entry 0 Total Entry
Point Excursions Point Excursions 0 Total Entry
for the Month for the Month Point Excursions

Total number of Distribution
Samples collected
for the 2" three-month period

Total Distribution Point
Excursions for the
2" three-month period

Signature of Owner or Official Custodian

I hereby certify that the above information is accurate. I also certify the above information was calculated using the
methodology described in Section 2 of the “Determining Compliance with the Water Quality Parameter Ranges
Guidance Manual” and is documented at the water supply using the Water Quality Parameter (WQP) Range

Reports kept on file at the water supply. T also certify that all water quality parameters were measured accurately
and reliably. /j ﬂl

(Signature) N A

This Agency is authorized to require this information under Illinois Revised Statutes, 1987, Chapter 111 1/2, Section 1004(H). Discl

January 10, 2011

(Date)

of this infc ion is

equired. Failure to do so may resultin a civil

penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continues. a fine up to $1,000.00 and imprisonment up to one year. This form has been approved by the Forms

Management Center.

IL 532-2728 WPC 713 5/2001 rev.7/2004

G-14



CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Water Quality Parameter Sites Analysis I==teport

Date Collected:

July 27 -July 29, 2010

Report Date: August 10, 2010
PABAMETERS
IEPA Site Lab Date Alkalinity Orthophosphate

Number | Number | Collected Address mg/L PH mg/L

1] C14C 10C4391 | 7/27/2010 |4600 S. Cottage Grove 0/102 7.69 0.53
2| C14E 10C4392 | 7/27/2010 |4101 S. Halsted 0/98 7.78 0.56
3] C18F 10C4393 | 7/27/2010 [2215 W. 51st. Street 0/98 7.60 0.56
4} C18B 10C4394 | 7/27/2010 |2240 W. 69th St. 0/98 7.57 0.56
5] C19B 10C4395 | 7/27/2010 |740 E. 56th Place 0/98 7.51 0.56
6] C3B 10C 4399 | 7/27/2010 {5343 N. Cumberland 0/98 7.74 0.50
7 C4F 10C4400 | 7/27/2010 |8029 Forest Preserve Dr. 0/100 7.56 0.51
8| C4B 10C4401 | 7/27/2010 |3918 North Harlem 0/100 7.69 0.53
9] C4C 10C4402 | 7/27/2010 [6343 West Irving Pk. Rd. 0/99 7.64 0.54
10] CB5A 10C4403 | 7/27/2010 {5151 N. Milwaukee 0/101 7.71 0.59
11 ceB 10C4416 | 7/28/2010 |1052 W. Waveland 0/100 7.72 0.48
12 C7C 10C4417 | 7/28/2010 |2718 N. Halsted 0/99 7.71 0.48
13] C9B 10C4418 | 7/28/2010 [5258 W. Grand 0/100 7.80 0.50
14 C10B 10C4419 | 7/28/2010 {2817 N. Natoma 0/99 7.67 0.48
15] C10C 10C4420 | 7/28/2010 [1819 N. Harlem 0/99 7.70 0.51
16 C19C 10C4427 | 7/28/2010 |65th & Lake Michigan 0/98 7.60 0.48
17f C20D 10C4428 | 7/28/2010 {1619 East 73rd St. 0/97 7.73 0.49
18] C22A 10C4429 | 7/28/2010 |8026 S. Kedzie 0/99 7.59 0.46
19] C22B 10C4430 | 7/28/2010 |7659 S. Pulaski 0/98 7.65 0.45
20| C20A 10C4441 | 7/29/2010 {3027 E. 93rd 0/100 7.62 0.56
21| C21E 10C4442 | 7/29/2010 |8840 S. Stoney Island 0/96 7.59 0.57
22| (C23B 10C4443 | 7/29/2010 |11035 S. Homewood 0/97 7.62 0.54
23] C23D 10C4444 | 7/29/2010 [10301 S. Sawyer 0/97 7.57 0.55
241 C8C 10C4446 | 7/29/2010 |2179 N. Stave 0/102 7.88 0.49
25| C9D 10C4447 | 7/29/2010 {4900 W. Chicago Ave. 0/105 7.85 0.50

LABORATORY ACCREDITATION NUMBER: 100228

el bon  Hror S4  _APed

Chief Water Chemist

Director of Laboratories

Water Quality Manager




BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

3rd QUARTER 2010

SITE# | IEPA# ADDRESS DATE | TIME TE‘,":P' CI, RES. | Field pH | Lab pH s’gg"’d
11 c38 g;’jg‘;:sgumbe iong | 072710 | 1283 | 18, 104 | 772 | 774 | P.U.

134 CAF  |oiowetha Park oo br. | 07727710 | 12:31 19°, 1.02 7.58 7.56 P.J. -
16 caB gg:;%sﬁanem 07/27110 | 12:08 20°, 0.64 7.57 7.69 P. J.
17 cac |Merrimac Park 0727110 | 11:25 | 1¢° 080 | 764 | 764 | p.u.

6343 W. Irving Park Rd. ¢
20 CEA  [a1or N Mitace 20 1 07127110 | 1038 | 22, 039 | 754 7.71 P.J.
26 céB fgg;‘\’,‘\‘fs\,avem g 07/28/10 | 8:18 20°, 0.86 7.62 7.72 S.R.
32 c7C [ st | 07280 | 745 19°% | o093 | 785 | 771 | sr
37 c8c ;;’?g‘;:sgtave 07/29110 |  9:10 18% | o090 | 778 | 78 | s.Rr
40 cop [[renouse o7r2ero | 11:221 [ 20°% | oso | 770 | 780 | s.R
42 coD :gggc\,/‘\;.s%hicago Ave. | 072910 1035 | 1%, | o079 | 777 | 785 | sR
45 C10B ggg’;‘ﬁ’?’h‘l’alﬁmw 0728110 | 1035 | 19°, | 0.1 755 | 767 | sR
46 cloc |7V° Drug Store 07/28110 | 1223 | 20°% | oe9 | 754 | 770 | s.R
65 c14c Zggg"s‘fsgouage Grove | 07727110 | 7:33 20°%, 0.57 7.72 7.69 D.T.
67 c14g |PostOffice 07/27110 |  8:25 20° 0.37 7.78 7.78 D.T.
4101 S. Halsted ¢

148 | C18F ;'2';32“’/‘\‘,3‘*5 istseet | 072710 1016 | 1¢% | o079 | 752 | 760 | DT
84 Cc18B ;izr:g(\)/lﬁsgth sweet | 072710 1132 | 18 | o074 | 749 | 757 | DT
89 C198B ?:g;'f’?sm”;;‘g 072710 | 12:44 | 22° | o083 | 753 751 | D.T.
%0 ci9c ;ggfgig&?g:fg’an 0728110 | 8:34 19°, 086 | 754 760 | P
93 C20A ggg;“:z‘fs;sr dsweet | 07/29110| 810 1%, | o077 | 771 762 | D.T.
96 c20D fg;g‘ gfh;é‘r’:'gtrgtd o7/28110 | 10:03 | 18°, | og6 | 768 773 | P
102 | c21E g;f:g gf fs";gﬁ:y?sfgf > | 0720110 | 838 22°. | o076 | 757 759 | D.T.
103 C22A gg;g?s"_s;e . 07/28110 | 11:41 19°, 0.88 7.57 7.59 P.J.
104 c228 ;iGrggoSlfs:ulaski 07/28/10 | 11:00 18°, 0.97 7.64 7.65 P.J.
109 c238 f;’ggg"sfeHomewoo 4 | 072910 1053 21°, 0.70 7.55 7.62 D.T.
11 | c23p :613101S§.reSawyer 07/29110 | 11:2610| 18°, | o072 | 755 757 | D.T.

Water Quality Inspector In - Charge

Director of Water Quality

Water Quality Manager




CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

~ Water Quality Parameter Sites Analysis Report

Date Collected:

November 16 & 18, December 3 & 7

Report Date: December 13, 2010
PARAMETERS
IEPA Site Lab Date Alkalinity Orthophosphate

Number | Number | Collected Address mg/L PH mg/L

1| C14C 10C6579 | 11/16/2010)4600 S. Cottage Grove 0/103 7.74 0.51
2| C14E 10C6580 | 11/16/2010{4101 S. Halsted 0/103 7.76 0.62
3] C18F 10C6581 | 11/16/2010{2215 W. 51st. Street 0/103 7.66 0.43
4] C18B 10C6582 | 11/16/2010{2240 W. 69th St. 0/102 7.69 0.53
5] C19B 10C6583 | 11/16/2010{740 E. 56th Place 0/104 7.69 0.53
6] C4C 10C6600 | 11/16/2010 {6343 West Irving Pk. Rd. 0/104 7.78 0.50
7| C5A 10C6601 | 11/16/2010{5151 N. Milwaukee 0/103 7.89 0.53
8] C3B 10C6687 | 11/18/2010{5343 N. Cumberland 0/106 7.83 0.47
9] C4F 10C6688 | 11/18/2010 {8029 Forest Preserve Dr. 0/105 7.73 0.54
10| C4B 10C6689 | 11/18/2010 {3918 North Harlem 0/104 7.78 0.49
11 c6B 10C6690 | 11/18/2010]1052 W. Waveland 0/106 7.78 0.47
12| C10B 10C6691 |11/18/2010[2817 N. Natoma 0/104 7.76 0.47
13] C7C 10C6930 | 12/3/2010 |2718 N. Halsted 0/104 7.77 0.48
14] C9B 10C6931 | 12/3/2010 [5258 W. Grand 0/105 7.84 0.48
15| C10C 10C6932 | 12/3/2010 |1819 N. Harlem 0/103 7.77 0.48
16] C8C 10C6933 | 12/3/2010 (2179 N. Stave 0/105 7.84 0.49
17] C9D 10C6934 | 12/3/2010 |4900 W. Chicago Ave. 0/104 7.82 0.44
18] C19C 10C7021 | 12/7/2010 |65th & Lake Michigan 0/106 7.75 0.60
19] C20D 10C7022 | 12/7/2010 |1619 East 73rd St. 0/105 7.74 0.47
20| C22A 10C7023 | 12/7/2010 {8026 S. Kedzie 0/105 7.74 0.45
21| C22B 10C7024 | 12/7/2010 |7659 S. Pulaski 0/106 7.73 0.42
22| C20A 10C7025 | 12/7/2010 {3027 E. 93rd 0/105 7.73 0.50
23] C21E 10C7026 | 12/7/2010 {8840 S. Stoney Island 0/104 7.72 0.48
24| C23B 10C7027 | 12/7/2010 |11035 S. Homewood 0/104 7.74 0.47
25| C23D 10C7028 | 12/7/2010 ]10301 S. Sawyer 0/103 7.74 0.47

LABORATORY ACCREDITATION NUMBER : 100228

RAONIZ S Sy s

Chief Water Chemist

Director of Laboratories

Water Quality Manager




BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

4th QUARTER 2010
SITE# | IEPA# ADDRESS DATE | TIME T'f,“:P' Cl, RES. | Field pH | LabpH sa';';"d
1 Cc3B ggjg‘ﬁsgumbe”an g |1m8m0] 1032 | 1e% | o7s | 766 | 783 | Mk
134 CAF [ e wsorve Oy, | 1118/10 | 1056 | 15%, 0.66 7.71 773 | MK
16 ca8 ggigt;\lu.sflarlem 111810 1125 | 1%, | 055 | 7.71 778 | MK
17 cac (Menimac Park 1116110 | 12:54 | 13° o790 | 764 | 778 | Mk
6343 W. Irving Park Rd. ¢
20 C5A 5161 N Mitmraa | 11160 | 1330 | 190, 0.37 7.52 789 | MK
26 CoB | eong | 1180 1320 | 11%, | oss | 7.1 778 | Mk
32 crc :;’fg‘ﬁssalste st 1210310 |  8:47 11°, 0.91 7.70 7.77 S.V.
37 C8C [N e 1210310 | 1103 | &, 0.91 768 | 784 | s.v.
40 CcoB giz'gg‘\’;fzran 4 12103110 | 9:37 10°% | os0 | 7.7 784 | s.v.
42 coD :ggg‘\’;\’f%hicago Ave, | 120310 [ 1037 [ 10% | o088 | 769 | 782 | sV
45 c10B ggg’;"xf’;j’a\g’;“iom“e 111810 | 1150 | 13°, | o094 | 766 | 776 | MK
46 c10c %’139 E,’q’_”f'asﬂt:r': 12/0310 | 10:15 13°, 0.79 7.64 7.77 S.V.
65 c14C :gggzj.sgouage Grove | 1716110 | 747 | 13, | oee | 757 | 774 | sR
67 C14E :’;’g: %fﬂfi‘: sted 1116/10 |  8:38 15°, 0.47 7.64 7.76 S.R.
148 | ci8F ;'Z’fg‘:,‘\‘,s: istsweet | 1116110 | 1027 | 12°, | os0 | 756 | 766 | SR
84 c18B ;gjg“’/‘\‘fzgth Sweet | 11716710 | 11:39 13°, 0.71 7.59 7.69 S.R.
89 C19B 5’;‘032'.’?6'::'1”;;”0’2 11/16/10 | 1250 14°, 0.68 7.61 7.69 S.R.
90 c1eC 'égtr'?fli_‘;i:&?gg;'an 1210710 906 | 75 | 106 | 770 | 775 | s.v.
93 C20A gg;;‘?fm 4 Street 12/0710 | 10:03 | 75° 0.85 7.74 7.73 S.V.
96 C20D fg;g‘ gfh;;‘r':'gt::td 1210710 | 926 | s55° | o098 | 773 | 774 | s.wv
102 C21E ggg gf 's"t'gg:y?sfg": ", | 1200710 945 7.68°% 0.82 7.73 7.72 S.V.
103 | c22a §g§2°s”.s§e v 120710 | 1130 | 75°% | o83 7.71 774 | s.v.
104 | caB [Frenouse 1200710 | 1147 | 68% | o094 | 774 | 773 | s.v
100 | c238 f;'ggg”ss_eHomewoo g |12070| 1040 | 75 | o84 [ 773 | 774 | sv
111 | ceap |/;11Store 120710 | 11115 | 85° 082 ( 775 | 774 | sv.
10301 S. Sawyer ¢

Water Quality Inspector In - Charge

Director of Water Quality

Water Quality Manager




Water Quality Parameter (WQP) Range Worksheet for the month of JULY., 2010

—_— e
Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.70 12 0.50
2 6 7.71 12 0.49
3 6 7.71 12 0.49
4 6 7.72 12 0.46
5 6 7.75 12 0.49
6 6 7.79 12 0.48
7 6 7.76 12 0.49
8 6 7.73 12 0.49
9 6 7.73 13 0.47
10 6 7.76 12 0.49
11 6 7.74 12 0.50
12 6 7.73 12 0.49
13 6 7.74 12 0.49
14 6 7.74 12 0.49
15 6 7.74 12 0.50
16 6 7.77 12 0.49
17 6 7.78 12 0.49
18 6 7.78 12 0.49
19 6 7.71 12 0.49
20 6 7.72 12 0.49
21 6 7.75 12 0.49
22 6 7.75 12 0.50
23 6 7.74 12 0.50
24 6 7.72 12 0.48
25 6 7.66 12 0.49
26 6 7.67 12 0.50
27 6 7.64 12 0.49
28 6 7.62 11 0.50
29 6 7.63 12 0.50
30 6 7.68 12 0.50
31 6 7.68 12 0.50
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of AUGUST, 2010

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

H

7.0 or greater

Orthophosphate

0.40 mg/] or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.68 12 0.50
2 6 7.68 12 0.50
3 6 7.67 12 0.51
4 6 7.68 12 0.51
5 6 7.66 12 0.51
6 6 7.66 12 0.51
7 6 7.67 12 0.50
8 6 7.69 12 0.50
9 6 7.69 12 0.50
10 6 7.69 12 0.50
11 6 7.68 12 0.50
12 6 7.68 12 0.49
13 6 7.77 12 0.50
14 6 7.74 12 0.50
15 6 7.70 12 0.48
16 6 7.71 12 0.50
17 6 7.68 12 0.47
18 6 7.67 12 0.48
19 6 7.74 12 0.48
20 6 7.67 12 0.49
21 6 7.67 12 0.49
22 6 7.65 12 0.48
23 6 7.65 12 0.48
24 6 7.66 12 0.48
25 6 7.67 12 0.49
26 6 7.68 12 0.49
27 6 7.69 12 0.49
28 6 7.67 12 0.49
29 6 7.67 12 0.48
30 6 7.66 12 0.48
31 6 7.69 12 0.49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of SEPTEMBER, 2010

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is Yyour option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.68 12 0.48
2 6 7.65 12 0.47
3 6 7.69 15 0.50
4 6 7.66 12 0.50
5 6 7.65 12 0.51
6 6 7.72 12 0.52
7 6 7.67 12 0.51
8 6 7.68 12 0.50
9 6 7.69 12 0.50
10 6 7.71 12 0.50
11 6 7.66 12 0.50
12 6 7.66 12 0.50
13 6 7.66 12 0.50
14 6 7.66 12 0.50
15 6 7.66 12 0.50
16 6 7.71 12 0.50
17 6 7.66 12 0.50
18 6 7.68 12 0.49
19 6 7.69 12 0.50
20 6 7.67 12 0.48
21 6 7.68 12 0.48
22 6 7.69 12 0.48
23 6 7.64 12 0.48
24 6 7.73 12 0.47
25 6 7.79 12 0.48
26 6 7.75 12 0.48
27 6 7.69 12 0.49
28 6 7.66 12 0.48
29 6 7.69 12 0.47
30 6 7.72 12 0.47
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of OCTOBER, 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO.

01 (North Qutlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is Your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.62 12 0.47
2 6 7.61 12 0.48
3 6 7.59 12 0.48
4 6 7.62 12 0.48
5 6 7.61 12 0.48
6 6 7.64 12 0.48
7 6 7.62 12 0.49
8 6 7.69 12 0.48
9 6 7.67 13 0.48
10 6 7.66 12 0.49
11 6 7.64 12 0.48
12 6 7.67 12 0.48
13 6 7.68 12 0.47
14 6 7.71 12 0.47
15 6 7.68 12 0.46
16 6 7.68 12 0.46
17 6 7.65 12 0.46
18 6 7.62 12 0.46
19 6 7.63 12 0.47
20 6 7.64 12 0.46
21 6 7.65 12 0.48
22 6 7.68 12 0.47
23 6 7.64 12 0.47
24 6 7.61 12 0.46
25 6 7.65 12 0.47
26 6 7.65 12 0.47
27 6 7.65 12 0.45
28 6 7.63 11 0.47
29 6 7.65 12 0.47
30 6 7.65 12 0.48
31 6 7.64 12 0.48
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of N OVEMBER, 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP N.O. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.68 12 0.48
2 6 7.67 12 0.48
3 6 7.63 12 0.48
4 6 7.68 12 0.47
5 6 7.65 12 0.48
6 6 7.66 12 0.49
7 7 7.64 13 0.50
8 6 7.58 12 0.48
9 6 7.60 12 0.48
10 6 7.62 12 0.47
11 6 7.62 12 0.47
12 6 7.61 12 0.47
13 6 7.62 12 0.48
14 6 7.60 12 0.48
15 6 7.63 12 0.48
16 6 7.64 12 0.48
17 6 7.64 12 0.47
18 6 7.66 12 0.47
19 6 7.64 12 0.46
20 6 7.62 12 0.48
21 6 7.64 12 0.46
22 6 7.63 12 0.47
23 6 7.63 12 0.47
24 6 7.63 12 0.47
25 6 7.64 12 0.47
26 6 7.63 12 0.47
27 6 7.65 12 0.47
28 6 7.62 12 0.47
29 6 7.65 12 0.46
30 6 7.64 12 0.48
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of December, 2010

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO. 01 (North Qutlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/1 or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.63 12 0.47
2 6 7.66 12 0.44
3 6 7.62 12 0.47
4 6 7.66 12 0.48
5 6 7.67 12 0.48
6 6 7.68 12 0.48
7 6 7.67 12 0.48
8 6 7.68 12 0.48
9 6 7.68 12 0.48
10 6 7.66 12 0.49
11 6 7.65 12 0.50
12 6 7.68 12 0.49
13 6 7.63 12 0.49
14 6 7.60 12 0.49
15 6 7.62 12 0.50
16 6 7.62 12 0.49
17 6 7.59 12 0.49
18 6 7.58 12 0.48
19 6 7.58 12 0.48
20 6 7.58 12 0.49
21 6 7.60 12 0.48
22 6 7.60 12 0.48
23 6 7.63 12 0.48
24 6 7.62 12 0.49
25 6 7.62 12 0.49
26 6 7.66 12 0.50
27 6 7.65 12 0.49
28 6 7.63 12 0.49
29 6 7.65 12 0.48
30 6 7.58 12 0.48
31 6 7.56 12 0.48
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of July/2010 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/] or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.7 3 0.50
2 6 7.7 3 0.50
3 6 7.7 3 0.44
4 6 7.7 3 0.49
5 6 7.7 3 0.49
6 6 7.6 3 0.47
7 6 7.7 3 0.47
8 6 7.7 3 0.47
9 6 7.7 3 0.49
10 6 7.7 3 0.46
11 6 7.7 3 0.48
12 6 7.7 3 0.51
13 6 7.7 3 0.49
14 6 7.7 3 0.46
15 6 7.7 3 0.48
16 6 7.7 3 0.47
17 6 7.7 3 0.45
18 6 7.7 3 0.49
19 6 7.7 3 0.47
20 6 7.7 3 0.49
21 6 7.6 3 0.46
22 6 7.6 3 0.49
23 6 7.6 3 0.46
24 6 7.6 3 0.52
25 6 7.6 3 0.47
26 6 7.5 3 0.51
27 6 7.5 3 0.49
28 6 7.5 3 0.48
29 6 7.5 3 0.50
30 6 7.5 3 0.48
31 6 7.5 3 0.50

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of August/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73™ Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value

1 6 7.5 3 0.53

2 6 7.5 3 0.48

3 6 7.5 3 0.52

4 6 7.5 3 0.51

5 6 7.5 3 0.53

6 6 7.6 3 0.50
7 6 7.6 3 0.51

8 6 7.6 3 0.52

9 6 7.6 3 0.50
10 6 7.6 3 0.48
11 6 7.6 3 0.48
12 6 7.6 3 0.49
13 6 7.6 3 0.49
14 6 7.6 3 0.49
15 6 7.6 3 0.49
16 6 7.6 3 0.49
17 6 7.6 3 0.50
18 6 7.6 3 0.48
19 6 7.6 3 0.48
20 6 7.6 3 0.48
21 6 7.6 3 0.52
22 6 7.6 3 0.49
23 6 7.6 3 0.45
24 6 7.6 3 0.44
25 6 7.6 3 0.49
26 6 7.6 3 0.51
27 6 7.5 3 0.48
28 6 7.6 3 0.45
29 6 7.6 3 0.47
30 6 7.6 3 0.49
31 6 7.6 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of September/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.50
2 6 7.6 3 0.50
3 6 7.5 3 0.48
4 6 7.6 3 0.50
5 6 7.6 3 0.50
6 6 7.6 3 0.49
7 6 7.6 3 0.48
8 6 7.6 3 0.49
9 6 7.6 3 0.52
10 6 7.6 3 0.49
11 6 7.5 3 0.50
12 6 7.6 3 0.52
13 6 7.6 3 0.48
14 6 7.5 3 0.47
15 6 7.6 3 0.48
16 6 7.6 3 0.50
17 6 7.6 3 0.46
18 6 7.6 3 0.49
19 6 7.6 3 0.53
20 6 7.5 3 0.49
21 6 7.5 3 0.48
22 6 7.6 3 0.51
23 6 7.5 3 0.51
24 6 7.6 3 0.52
25 6 7.6 3 0.51
26 6 7.6 3 0.48
27 6 7.5 3 0.51
28 6 7.6 3 0.51
29 6 7.6 3 0.50
30 6 7.6 3 0.47

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of October/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more JSrequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/I) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value

1 6 7.6 3 0.52
2 6 7.6 3 0.51
3 6 7.6 3 0.50
4 6 7.6 3 0.51
5 6 7.6 3 0.52
6 6 7.5 3 0.48
7 6 7.5 3 0.50
8 6 7.5 3 0.51
9 6 7.6 3 0.47
10 6 7.5 3 0.48
11 6 7.6 3 0.49
12 6 7.6 3 0.51
13 6 7.5 3 0.50
- 14 6 7.6 3 0.47
15 6 7.6 3 0.47
16 6 7.6 3 0.52
17 6 7.6 3 0.50
18 6 7.6 3 0.48
19 6 7.6 3 0.49
20 6 7.5 3 0.50
21 6 7.6 3 0.48
22 6 7.6 3 0.48
23 6 7.6 3 0.51
24 6 7.6 3 0.51
25 6 7.5 3 0.51
26 6 7.5 3 0.51
27 6 7.6 3 0.47
28 6 7.6 3 0.49
29 6 7.5 3 0.50
30 6 7.5 3 0.49
31 6 7.5 3 0.49

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of November/2010 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.49
2 6 7.6 3 0.49
3 6 7.6 3 0.48
4 6 7.6 3 0.46
5 6 7.6 3 0.50
6 6 7.5 3 0.50
7 6 7.6 3 0.49
8 6 7.5 3 0.50
9 6 7.5 3 0.48
10 6 7.6 3 0.46
11 6 7.6 3 0.50
12 6 7.5 3 0.50
13 6 7.5 3 0.50
14 6 7.5 3 0.49
15 6 7.5 3 0.50
16 6 7.5 3 0.48
17 6 7.6 3 0.50
18 6 7.6 3 0.49
19 6 7.6 3 0.50
20 6 7.6 3 0.52
21 6 7.6 3 0.50
22 6 7.5 3 0.51
23 6 7.6 3 0.47
24 6 7.6 3 0.49
25 6 7.6 3 0.48
26 6 7.6 3 0.50
27 6 7.6 3 0.49
28 6 7.6 3 0.51
29 6 7.6 3 0.46
30 6 7.6 3 0.46

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of December/2010 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.49
2 6 7.6 3 0.50
3 6 7.6 3 0.47
4 6 7.6 3 0.44
5 6 7.6 3 0.48
6 6 7.6 3 0.46
7 6 7.6 3 0.47
8 6 7.6 3 0.45
9 6 7.6 3 0.46
10 6 7.6 3 0.48
11 6 7.6 3 0.44
12 6 7.6 3 0.47
13 6 7.6 3 0.48
14 6 7.4 3 0.49
15 6 7.5 3 0.48
16 6 7.4 3 0.48
17 6 7.5 3 0.47
18 6 7.5 3 0.47
19 6 7.4 3 0.44
20 6 7.5 3 0.48
21 6 7.5 3 0.48
22 6 7.5 3 0.46
23 6 7.5 3 0.48
24 6 7.5 3 0.50
25 6 7.4 3 0.50
26 6 7.4 3 0.48
27 6 7.5 3 0.47
28 6 7.5 3 0.48
29 6 7.5 3 0.50
30 6 7.5 3 0.47
31 6 7.5 3 0.45




DEPARTMENT OF WATER MANAGEMENT

CITY OF CHICAGO

July 5, 2011

Mr. Nate Keener

Lead and Copper Coordinator

Illinois Environmental Protection Agency
Bureau of Water — DWCU #19

1021 North Grand Avenue, East

P.O. Box 19276

Springfield, Illinois 62794-9276

Re:  PWSID IL0316000 — Chicago Department of Water Management
Water Quality Parameters from January through June of 2011.

Dear Mr. Keener:

Attached is the Certification of Results for the water quality parameter ranges for the period of
January, 2011 through June, 2011. The entry point data represents all of the analyses performed
on samples for Tap 01 (Jardine WTP) and TAP 02 (South WTP). The 25 distribution system
locations are coliform sampling sites. Analyses were done by the Department of Water
Management’s staff.

This report will be submitted by e-mail with pdf attachment.
If you have any questions, please contact Alan Stark at 312-742-0168.

Sincerely,

YA -

omas H. Powers, P.E.
Commissioner

A

THP:aes

attachment

1000 eASt 0X10 StReet, CHICAGO, ILLINOIS 60611



Illinois Environmental Protection Agency
Compliance with the Water Quality Parameter (WQP) Ranges
Certification of Results

By completing this form, you are verifying information about entry-point and distribution WQP
measurements taken during a six-month period at this water supply. Fill-out all required information
required below including information specific to each month of the six-month period. This form must be
submitted within 10 days following the end of each six-month monitoring period (either July 10® or
January 10"). Submit completed forms to: Lead and Copper Coordinator, DWCU #19, 1021 North
Grand Ave. East, P.O. Box 19276, Springfield, IL 62794-9276.

FaClllty Number PWSID# IL0316000 Facllity Name Chicago Dept. Water Management

Report is for the 6-month period beginning January and ending _June Year 20 11
(January or July) (June or December)
Frequency of Entry Point Monitoring (circle one):
‘ Bi-weekly Other
(Explain)
Fill in the table for each month of the 6-month period
Circle Month Circle Month Circle Month
July August September
Total Entry 0 Total Entry 0 Total Entry 0
Point Excursions Point Excursions Point Excursions
e — —m
Total number of Distribution Total Distribution Point
Samples collected 25 Excursions for the 0
for the 1* three-month period 1* three-month period

Circle Month Circle Month Circle Month
@ October November { June December
Total Entry 0 Total Entry 0 Total Entry 0
Point Excursions Point Excursions Point Excursions
e

Total number of Distribution Total Distribution Point
Samples collected 25 Excursions for the 0
for the 2" three-month period 2" three-month period

Signature of Owner of Official Custodian

I hereby certify that the above information is accurate. I also certify the above information was calculated using the
methodology described in Section 2 of the “Determining Compliance with the Water Quality Parameter Ranges
Guidance Manual” and is documented at the water supply using the Water Quality Parameter (WQP) Range
Reports kept on file at the water supply. I also certify that all water quality parameters were measured accurately
and reliably.

A2 5 A

(Signature)
This Agency is authorized to require this information under Hlinois Revised Statutes, 1987, Chapter 111 1/2, Section 1004(H). Discl of this infc ion is required. Failure to do so may result in a civil
penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continues. a fine up to $1,000.00 and imprisonment up to one year. This form has been approved by the Forms
Management Center.

IL 532-2728
WPC 713 5/2001 rev.7/2004

July 5, 2011




Date Collected:

CITY OF CHICAGO

DEPARTMENT OF WATER MANAGEMENT

WATER PUFICATION LABORATORIES
CHEMISTRY UNIT

LEAD AND COPPER CORROSION STUDY

Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

February 15, 16, 17 & 23, 2011

Parameter Sites Analysis Report

|

Report Date: March 24, 2011
PARAMETERS
IEPA Site Lab Date Alkatinity Orthophosphate
Number | Number | Collected — mg/L pH mg/L.
1] C14C 11C1009 | 2/15/2011 14600 S. Cottage Grove 0/104 7.47 0.48
2] C14E 11C1010 | 2/15/2011 |4101 S. Halsted 0/110 7.65 0.55
3] Ci1sF 11C1011 | 2/15/2011 |2215 W. 51st. Street 0/110 7.59 0.51
4] C18B 11C1012 | 2/15/2011 [2240 W. 69th St. 0/109 7.59 0.50
5{ C19B 11C1013 | 2/15/2011 {740 E. 56th Place 0/106 7.63 0.49
6] C3B 11C1042 | 2/15/2011 |5343 N. Cumberand 0/110 7.63 0.48
71  C4F 1161043 | 2/15/2011 8029 Forest Preserve Dr. 0/112 7.70 0.48
8] C4B- 11C1044 | 2/15/2011 |3918 North Harlem 0/108 7.65 0.48
9] C4C 11C1045 | 2/15/2011 |6343 West frving Pk. Rd. 0/111 7.67 0.46
10] C5A 11C1046 | 2/15/2011 |5151 N. Milwaukee 0/110 7.68 0.54
11} C18C 11C1097 | 2/16/2011 |65th & Lake Michigan_ 0/109 7.66 0.50
12{ C20D 11C1098 | 2/16/2011 |1619 East 73rd St. 0/107 7.67 0.46
13] GC22A 11C1099 | 2/16/2011 |8026 S. Kedzie 0/107 7.66 0.46
141 C22B 11C1100 | 2/16/2011 |7659 S. Pulaski 0/109 7.63 0.52
15] C8C 11C1134 | 2/17/2011 {2179 N. Stave 0/106 7.65 0.46
16§ C9D 11C1135 | 2/17/2011 [4900 W. Chicago Ave. 0/105 7.66 0.46
17] C20A 11C1138 | 2/17/2011 |3027 E. 93rd 0/106 7.64 0.50
18] C21iE 11C1139 | 2/17/2011 |8840 S. Stoney Island 0/108 7.61 0.52
19] C23B 11C1140 | 2/17/2011 {11035 S. Homewood 0/106 7.60 0.51
201 C23D 11C1141_| 2/17/2011 [10301 S. Sawyer 0/108 7.63 0.50
21 c6B 11C1254 | 2/23/2011 {1052 W. Waveland 0/107 7.64 0.52
22| C7C 11C1255 | 2/23/2011 |2718 N. Halsted 0/106 7.64 0.47
231 Co9B 11C1256 | 2/23/2011 |5258 W. Grand 0/104 7.67 0.48
241 C10B 11C1257 | 2/23/2011 {2817 N. Natoma 0/107 7.58 0.47
25] C10C 11C1258 | 2/23/2011 |1819 N, Harlem 0/106 7.61 0.48

LABORATORY ACCREDITATION NUMBER : 100228

Koo, YT

Chief Water Chemist

~ Director of Laboratories

AQ\,ZW%Q%{;

"~ Water Quali



BUREAU OF WATER SUPPLY
WATER QUALITY SURVIELLANCE SECTION
WATER QUALITY PARAMETER SURVEY

o N W

1st QUARTER 2011
SITE# | IEPA# ADDRESS DATE | TIME TE.,':P' Cl, RES. | Field pH | Lab pH sa";g'ed
11 C3B ggjg?\;‘_sgumbe”an g |o2snt] 1235 4°, 0.88 7.69 7.63 S.R.
134 CaF ggzg’a;';fe';f:fr ssovepr. | 0215111 | 1207 4 0.86 7.69 770 | S.R
16 c4B ggfg‘ﬁsﬁa o 02/15/11 | 11:25 4 0.85 7.70 765 | S.R
17 cac  [Merrimac Park 0211511 | 11:05 4 0.88 7.71 767 | S.R
6343 W. Irving Park Rd. ¢
20 C5A  [atat o Mo SEton | oo/1g/11 | 10:08 5, 062 | 765 | 768 | s.m
26 CceB :gggc\’ll\f(\gNavelan § 02/23111 | 8:24 4 0.84 7.69 764 | s.R
32 c7c g;'fgc,’\;’_sﬁalste dst 02/23/11| 7:56 4 0.90 7.71 7.64 S.R.
37 csc ;ﬂ";g‘;\;’_s;tave 0217111 | 9:36 3%, 0.99 7.79 765 | D.T.
40 coB ;izrggt",‘fzran 4 02/23/11| 11:28 4° 0.88 7.72 767 | SR
42 coD Zggg‘\’/‘f%mcago ave, | 02717711 | 1138 4 0.93 7.79 7.66 D.T.
45 c10B gg§h7WNf‘;?a\t;a;gomce 02/23/11 | 10:48 3°, 0.90 7.70 7.58 S.R.
46 c1oc %’139 ?\l'.”gasrlt:r': 02/23111 | 12:28 6°, 0.75 7.65 7.61 S.R.
65 clac Zggg"s‘fsgoﬁage Grove | 0215111 8105 10 0.75 7.75 7.47 N. K.
67 C14E 51032 %f.ﬁljzlste g 02/15/11 |  9:00 9°, 0.58 7.7 7.65 N. K.
148 C18F z'zrf's“",‘\’f’;st Steet | 021511 | 10:30 20 0.81 7.71 7.59 N. K.
84 c18B :gjg‘(,‘fzgm swest | 0215711 1120 20 0.80 7.70 7.59 N. K.
89 c198 ?:fgf’fsm“;;”c': 02/15/11 | 12:25 5°, 0.71 7.70 7.63 N. K.
90 c19C ggt:ZBI'_Zi::ﬂsig:i‘;'an 02/16/11 | 8:38 4°, 0.94 7.75 7.66 P.J.
93 C20A ggze;?s:sr 4 Street 0217711 856 5°, 0.87 7.68 7.64 P.J.
96 C20D ?:;g gh%\::'gtrezd 02/16M1 | 10:05 3% 1.05 7.77 7.67 P.J.
102 C21E g;itg‘ ‘S’f g{g:fy?g:: 027 | e 4°, 0.85 7.73 7.61 P.J.
103 | c22a ggzeg‘g’_sfe drie 02/16/11 | 11:40 4%, 0.82 7.57 7.66 P.J.
104 C228 ;ggg?s:ulaski 02/16/11 | 11:00 4° 0.85 7.76 7.63 P.J.
109 C238B ':;’ggg“ss‘_eHomewoo 4 |ozmr| 1za7 3% 0.83 7.70 7.60 P.J.
i Cc23D 1761310;5363awyer 02117111 | 11:40 3°, 0.73 7.75 7.63 P.J.
—_—

A2 £ S~

Water Quality inspector In - Charge

Director of Water Quality

Water Quality Manager




CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites
Quarterly IEPA Samples

Water QUalityTF’f'ara”ihetér Sites Analysis Report

Date Collected:

April 19, 20, 21, 2011

Report Date: May 4, 2011
|EPA Site Lab Date Address Alkalinity Orthophosphate
Number | Number | Collected | mg/L mg/l
1 C3B 11C2510 | 4/19/2011 }5343 N. Cumberiand 0/100 7.52 0.49
2} C4F 11C2511 | 4/19/2011 18029 Forest Preserve Dr. 0/102 7.48 0.50
3 C4B 11C2512 | 4/19/2011 |3918 North Harlem 0/101 7.54 0.54
4] C4C 1102513 | 4/19/2011 |6343 West Irving Pk. Rd. 0/101 7.51 0.49
5 C5A 11C2514 | 4/19/2011 |5151 N. Milwaukee 0/104 7.53 0.53
6] C14C 11C2518 | 4/19/2011 4600 S. Cottage Grove 0/100 7.62 0.52
7] C14E 11C2519 | 4/19/2011 [4101 S. Halsted 0/103 7.64 0.57
8| C18F 11C2520 | 4/19/2011 [2215 W. 51st. Street 0/102 7.45 0.54
9] Ci18B 11C2521 | 4/19/2011 ]2240 W. 69th St. 0/105 7.46 0.54
10| C19B 11C2522 | 4/19/2011 |740 E. 56th Place 0/102 7.51 0.54
11} C19C 11C2534 | 4/20/2011 |65th & Lake Michigan 0/102 7.54 0.54
12| C20D 11C2535 | 4/20/2011 |1619 East 73rd St. 0/102 7.59 0.52
13] C22A 11C2536 | 4/20/2011 [8026 S. Kedzie 0/106 7.49 0.50
14| C22B 11C2537 | 4/20/2011 [7659 S. Pulaski 0/101 7.47 0.49
15 C6B 11C2541 | 4/20/2011 {1052 W. Waveland 0/104 7.58 0.47
16 c7C 11C2542 | 4/20/2011 {2718 N. Halsted 0/108 v.57 0.51
17] C9B 11C2543 | 4/20/2011 {5258 W. Grand 0/105 7.56 0.46
18] C10C 11C2544 | 4/20/2011 |1819 N. Harlem 0/107 7.56 0.52
19] C8C 11C2558 | 4/21/2011 [2179 N. Stave 0/103 7.58 0.48
20 C9D 11C2559 | 4/21/2011 [4900 W. Chicago Ave. 0/104 7.53 0.47
21] C20A 11C2563 | 4/21/2011 [3027 E. 93rd 0/108 7.41 0.49
22| C21E 11C2564 | 4/21/2011 [8840 S. Stoney Island 0/104 7.38 0.49
23{ C23B 11C2565 | 4/21/2011 [11035 S. Homewood 0/103 7.35 0.49
24] C23D 11G2566 | 4/21/2011 {10301 S. Sawyer 0/108 7.42 0.49
25| C10B 11C2655 | 4/27/2011 {2817 N. Natoma 0/106 7.61 0.52

LABORATORY ACCREDITATION NUMBER: 100228

Chief Water Chemist

oo s 4

Direc%or of Laboratories

Water Quality Manager



BUREAU

OF WATER SUPPLY

WATER QUALITY SURVIELLANCE SECTION
WATER QUALITY PARAMETER SURVEY

2nd QUARTER 2011
SITE# | IEPA# ADDRESS DATE | TIME Ti":P' Cl, RES. | Field pH | Lab pH sa“;';'ed
11 c38 ggjg‘ﬁsgumbeﬂan g |oarent| 12se 9 0.99 7.73 7.52 D.T.
134 CAF oo oo aor, | 087911 1230 | 102, 0.89 7.68 748 | D.T.
16 C4B §g1eg?\|u.sfianem 041911} 12:16 10°, 0.58 7.70 7.54 D.T.
17 c4c g"a‘jg"v’;c,zf:g Park Ra, | 041911 | 11:37 8% 0.92 7.69 7.51 D.T.
20 CEA  [aiat N Mitewco SE1ON | oart911 | 1055 | 14%, 0.60 7.66 753 | D.T.
26 C6B fggg?/\lf‘\e/vavman 4 042011 | 8:56 11°, 0.82 7.68 7.58 D.T.
32 c7C ;;'fg?\;{sﬁalste e 04/20/11 | 8:28 12°, 0.60 7.72 7.57 D.T.
37 csc g ;':g‘ﬁsg - 0421711 10:04 9° 1.00 7.73 7.58 D.T.
40 CcoB gizrseg?/l\feeran g 04/20/11 | 11:24 9° 0.87 7.76 756 | D.T.
42 coD Zggg‘\’,‘fzhicago Ave. | 0421711 11:34 9°, 0.94 7.77 7.53 D.T.
45 cioB ggg@%fﬁaﬁ; iomce 042711 | 10:50 8%, 0.86 7.51 7.61 S.R.
46 c1oc 10:189 %'.”,?Iasn‘::: 04/20/11 | 12:28 14°, 0.53 7.70 756 | D.T.
65 cl4c :gggosu.sgottage Grove | 0419711 | 8:08 9°, 0.87 7.64 7.62 P.J.
67 C14E ngﬁ %f.ﬂl‘-:i(;lste 4 04/19/11 |  9:01 11°, 0.52 7.71 7.64 P.J.
148 C18F ;'2' TQ%‘J‘?’ZM Sweet | 0419711 | 10:24 9°, 0.82 7.68 7.45 P.J.
84 Ci8B gg:g‘:;’fzgth Steet | 041911 | 11:19 9° 0.76 7.59 7.46 P.J.
89 c198 ?:()S;f"gsm”;ﬁi‘g 0411911 | 12:46 10°, 0.82 7.55 7.51 P.J.
90 ci9c égﬁi?‘;i:&?g:gan 04/20/11 |  8:30 9°, 0.72 7.56 754 | s.R
93 C20A gg;;‘?s:sr ) 0422111 | 8:39 9°, 0.94 7.64 7.41 P.J.
96 Cc20D fggg”;ggg’trg'td 04/20/11 | 10:00 9 0.80 7.57 759 | s.A
102 C21E géitg gf g't'gﬁfy?g:f "y | 042111 g2 9° 0.87 7.58 7.38 P. .
103 C22A :(i)r;gosu.sKee drie 0422011 | 12:15 9% 0.79 7.51 749 | S.R
104 C228 ;gseg"s‘fsgulaski 042011 | 11:15 9 0.87 7.54 747 | SR
109 C23B ﬁrggg ‘;eHomewoo g | o421t ] 1228 9% 0.89 7.67 7.35 P.J.
111 C23D Z&B?g‘;awyer 042111 11:23 9°, 0.78 7.63 7.42 P.J.
—_

Redai

< o

Water Quality Inspector in - Charge

Director of Water Quality

Water Quality Manager




Water Quality Parameter (WQP) Range Worksheet for the month of January, 2011

Entry Point Test Results

Facility: 0316000, City of Chica

0- Department of Water Management, Jardine Water Purification Plant

TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Jrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.56 12 0.48
2 6 7.58 12 0.48
3 6 7.60 12 0.48
4 6 7.61 12 0.49
5 6 7.60 12 0.51
6 6 7.63 12 0.49
7 6 7.65 12 0.49
8 6 7.61 12 0.48
9 6 7.60 12 0.49
10 6 7.63 12 0.48
11 6 7.63 12 0.48
12 6 7.62 12 0.48
13 6 7.62 1 0.50
14 6 7.60 12 0.50
15 6 7.58 12 0.49
16 6 7.57 12 0.48
17 6 7.56 12 0.48
18 6 7.60 12 0.49
19 6 7.60 12 0.50
20 6 7.58 12 0.49
21 6 7.57 12 0.48
22 6 7.58 12 0.49
23 6 7.54 12 0.48
24 6 7.54 12 0.48
25 6 7.54 12 0.48
26 6 7.54 12 0.48
27 6 7.57 12 0.48
28 6 7.56 12 0.49
29 6 7.64 12 0.47
30 6 7.64 12 0.48
31 6 7.66 12 0.49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of February, 2011

Entry Point Test Results

Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

H

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.64 12 0.48
2 6 7.61 12 0.47
3 6 7.57 12 0.48
4 6 7.56 13 0.47
5 6 7.57 12 0.46
6 6 7.56 12 0.47
7 6 7.58 12 0.46
8 6 7.56 12 0.46
9 6 7.52 12 0.47
10 6 7.59 12 0.46
11 6 7.58 12 0.47
12 6 7.55 12 0.45
13 6 7.57 12 0.47
14 6 7.58 12 0.48
15 6 7.55 12 0.49
16 6 7.54 12 0.47
17 6 7.56 12 0.49
18 6 7.60 12 0.48
19 6 7.57 12 0.47
20 6 7.58 12 0.48
21 6 7.60 12 0.50
22 6 7.62 12 0.51
23 6 7.60 12 0.49
24 6 7.61 12 0.49
25 6 7.62 12 0.47
26 6 7.62 12 0.47
27 6 7.67 12 0.47
28 6 7.63 12 0.48
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of March, 2011

Entry Point Test Results

0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant

Facility:
TAP NO. 01 (North Qutlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophoesphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.62 12 0.50
2 6 7.63 12 0.47
3 6 7.64 12 0.48
4 6 7.64 12 0.47
5 6 7.61 12 0.45
6 6 7.60 12 0.47
7 6 7.60 12 0.48
8 6 7.61 12 0.48
9 6 7.62 12 0.49
10 6 7.60 12 0.50
11 6 7.61 12 0.50
12 6 7.58 12 0.49
13 6 7.58 11 0.51
14 6 7.60 12 0.50
15 6 7.59 12 0.50
16 6 7.60 12 0.49
17 6 7.59 12 0.51
18 6 7.57 12 0.49
19 6 7.60 12 0.49
20 6 7.60 12 0.48
21 6 7.62 12 0.49
22 6 7.60 12 0.48
23 6 7.57 12 0.49
24 6 7.56 12 0.48
25 6 7.55 12 0.49
26 6 7.61 12 0.49
27 6 7.62 12 0.49
28 6 7.64 12 0.50
29 6 7.59 12 0.47
30 6 7.61 12 0.50
31 6 7.59 12 0.50
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of April, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater
Directions for completing form is on reverse side
Date pH Orthophosphate (mg/l) as PO4 | Checkif excursion
of either Daily
Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.58 12 0.50
2 6 7.60 12 0.48
3 6 7.59 12 0.48
4 6 7.64 12 0.48
5 6 7.60 12 0.48
6 6 7.61 12 0.50
7 6 7.64 12 0.49
8 6 7.64 12 0.49
9 7 7.62 12 0.49
10 6 7.60 12 0.47
11 6 7.64 12 0.49
12 6 7.63 12 0.49
13 6 7.65 12 0.49
14 6 7.65 12 0.48
15 6 7.62 12 0.49
16 6 7.64 12 0.48
17 6 7.60 12 0.50
18 6 7.64 12 0.49
19 6 7.63 12 0.49
20 6 7.67 12 0.50
21 6 7.64 12 0.48
22 6 7.60 12 0.50
23 6 7.61 12 0.50
24 6 7.60 12 0.49
25 6 7.61 12 0.48
26 6 7.59 12 0.47
27 6 7.61 12 0.48
28 6 7.62 12 0.48
29 6 7.61 12 0.49
30 6 7.61 12 0.49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of May, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
- of either Daily
No. of samples Daily Value No. of sampies Daily Value Value
1 6 7.62 12 0.50
2 6 7.62 12 0.50
3 6 7.62 12 0.50
4 6 7.64 12 0.50
5 6 7.65 12 0.50
6 6 7.67 12 0.49
7 6 7.65 12 0.49
8 6 7.63 12 0.49
9 6 7.66 12 0.50
10 6 7.64 12 0.50
11 6 7.65 12 0.51
12 6 7.63 12 0.48
13 6 7.64 12 0.48
14 6 7.62 12 0.50
15 6 7.63 12 0.49
16 6 7.65 12 0.51
17 6 7.63 12 0.50
18 6 7.65 12 0.50
19 6 7.64 12 0.50
20 6 7.63 12 0.50
21 6 7.62 12 0.49
22 6 7.66 12 0.48
23 6 7.61 12 0.48
24 6 7.63 12 0.48
25 6 7.64 12 0.47
26 6 7.67 12 0.51
27 6 7.67 12 0.49
28 6 7.64 12 0.48
29 6 7.63 12 0.50
30 6 7.61 12 0.51
31 6 7.58 12 0.47
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of JUNE, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago- Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date PH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.59 12 0.51
2 6 7.60 12 0.50
3 6 7.59 12 0.49
4 6 7.60 12 0.49
5 6 7.62 12 0.48
6 6 7.64 12 0.49
7 6 7.66 12 - 0.49
8 6 7.67 12 0.46
9 6 7.65 12 0.47
10 6 7.63 12 0.48
11 6 7.59 12 0.49
12 6 7.61 12 0.48
13 6 7.62 12 0.49
14 6 7.67 12 0.49
15 6 7.64 12 0.49
16 6 7.57 12 0.48
17 6 7.59 12 0.49
18 6 7.62 12 0.48
19 6 7.59 12 0.48
20 6 7.59 12 0.49
21 6 7.62 12 0.52
22 6 7.65 12 0.49
23 6 7.62 12 0.50
24 6 7.65 12 0.49
25 6 7.63 12 0.48
26 6 7.63 12 0.49
27 6 7.62 12 0.50
28 6 7.62 12 0.50
29 6 7.64 12 0.48
30 6 7.65 12 0.42
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Wdrksheet for the month of January/2011 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day* )
*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.5 3 0.48
2 6 7.5 3 0.46
3 6 7.5 3 0.47
4 6 7.6 3 0.47
5 6 7.5 3 0.46
6 6 7.5 3 0.49
7 6 7.5 3 0.48
8 6 7.5 3 0.48
9 6 7.5 3 0.47
10 6 7.5 3 0.46
11 6 7.5 3 0.45
12 6 7.5 3 0.48
13 6 7.5 3 0.48
14 6 7.5 3 0.49
15 6 7.5 3 0.44
16 6 7.5 3 0.47
17 6 7.5 3 0.46
18 6 7.5 3 0.48
19 6 7.5 3 0.47
20 6 7.5 3 0.45
21 6 7.5 3 0.46
22 6 7.5 3 0.48
23 6 7.5 3 0.46
24 6 7.5 3 0.48
25 6 7.4 3 0.50
26 6 7.4 3 0.47
27 6 7.5 3 0.48
28 6 7.5 3 0.50
29 6 7.5 3 0.45
30 6 7.5 3 0.48
31 6 7.5 3 0.49




Water Quality Parameter (WQP) Range Worksheet for the month of February/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO.

02 (73" Street Outlet)

Frequency:

Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Srequently.

Corrosion Control Treatment

Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.5 3 0.48
2 6 7.4 3 0.49
3 6 7.4 3 0.43.
4 6 7.5 3 0.45
5 6 7.5 3 0.47
6 6 7.5 3 0.47
7 6 7.5 3 0.48
8 6 7.5 3 0.48
9 6 7.5 3 0.47
10 6 1.5 3 0.46
11 6 7.5 3 0.46
12 6 7.5 3 0.48
13 6 7.5 3 0.45
14 6 7.6 3 0.49
15 6 7.6 3 0.47
16 6 7.5 3 0.46
17 6 7.5 3 0.45
18 6 7.6 3 0.46
19 6 7.6 3 0.47
20 6 7.5 3 0.50
21 6 7.6 3 0.47
22 6 7.6 -3 0.47
23 6 7.6 3 0.49
24 6 7.6 3 0.51
25 6 7.6 3 0.51
26 6 7.6 3 0.48
27 6 7.6 3 0.47
28 6 7.6 3 0.48




Water Quality Parameter (WQP) Range Worksheet for the month of March/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
| 6 7.6 3 0.48
2 6 7.6 3 0.48
3 6 7.6 3 0.48
4 6 7.6 3 0.47
5 6 7.6 3 0.49
6 6 7.5 3 0.49
7 6 7.5 3 0.50
8 6 7.5 3 0.51
9 6 7.6 3 0.47
10 6 7.5 3 0.52
11 6 7.5 3 0.51
12 6 7.5 3 0.51
13 6 7.5 3 0.51
14 6 7.6 3 0.51
15 6 7.6 3 0.52
16 6 7.6 3 0.48
17 6 7.5 3 0.49
18 6 7.6 3 0.50
19 6 7.5 3 0.48
20 6 7.6 3 0.50
21 6 7.6 3 0.53
22 6 7.6 3 0.51
23 6 7.6 3 0.52
24 6 7.6 3 0.48
25 6 7.6 3 0.50
26 6 7.5 3 0.50
27 6 7.6 3 0.47
28 6 7.6 3 0.49
29 6 7.6 3 0.48
30 6 7.6 3 0.49
31 6 7.6 3 0.50

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of April/2011 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73 Street Qutlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more, Srequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.47
2 6 7.6 3 0.48
3 6 7.5 3 0.50
4 6 7.6 3 0.47
5 6 7.6 3 0.51
6 6 7.6 3 0.49
7 6 7.6 3 0.50
8 6 7.6 3 0.49
9 6 7.6 3 0.51
10 6 7.6 3 0.49
11 6 7.6 3 0.48
12 6 7.6 3 0.49
13 6 7.7 3 0.49
14 6 7.6 3 0.48
15 6 7.6 3 0.47
16 6 7.6 3 0.50
17 6 7.6 3 0.53
18 6 7.6 3 0.49
19 6 7.6 3 0.51
20 6 7.6 3 0.49
21 6 7.6 3 0.48
22 6 7.6 3 0.48
23 6 7.6 3 0.44
24 6 7.6 3 0.47
25 6 7.6 3 0.49
26 6 7.6 3 0.47
27 6 7.7 3 0.48
28 6 7.6 3 0.49
29 6 7.6 3 0.48
30 6 7.7 3 0.48

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of May/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.48
2 6 7.6 3 0.47
3 6 7.6 3 0.51
4 6 7.6 3 0.51
5 6 7.6 3 0.48
6 6 7.6 3 0.49
7 6 7.6 3 0.49
8 6 7.6 3 0.48
9 6 7.6 3 0.51
10 6 7.6 3 0.47
11 6 7.7 3 0.50
12 6 7.7 3 0.46
13 6 7.7 3 0.49
14 6 7.7 3 0.51
15 6 7.6 3 0.50
16 6 7.6 3 0.49
17 6 7.6 3 0.47
18 6 7.6 3 0.49
19 6 7.6 3 0.50
20 6 7.6 3 0.49
21 6 7.6 3 0.47
22 6 7.6 3 0.47
23 6 7.6 3 0.49
24 6 7.6 3 0.49
25 6 7.6 3 0.53
26 6 7.6 3 0.49
27 6 7.6 3 0.49
28 6 7.6 3 0.54
29 6 7.6 3 0.50
30 6 7.6 3 0.50
31 6 7.6 3 0.50

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of June/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Srequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.48
2 6 7.6 3 0.48
3 6 7.6 3 0.47
4 6 7.7 3 0.45
5 6 7.7 3 0.50
6 6 7.6 3 0.49
7 6 7.7 3 0.50
8 6 7.7 3 0.45
9 6 7.7 3 0.47
10 6 7.7 3 0.47
11 6 7.7 3 0.47
12 6 7.6 3 0.49
13 6 7.6 3 0.47
14 6 7.7 3 0.48
15 6 7.7 3 0.50
16 6 7.7 3 0.51
17 6 7.7 3 0.46
18 6 7.7 3 0.49
19 6 7.7 3 0.49
20 6 7.7 3 0.47
21 6 7.6 3 0.48
22 6 7.7 3 0.48
23 6 7.7 3 0.50
24 6 7.7 3 0.48
25 6 7.7 3 0.49
26 6 7.7 3 0.46
27 6 7.7 3 0.45
28 6 7.7 3 0.45
29 6 7.7 3 048
30 6 7.7 3 0.46

Total Excursions for Month (total all checks)




DEPARTMENT OF WATER MANAGEMENT

CITY OF CHICAGO

January 9, 2012

Ms. Jeri Long

Lead and Copper Coordinator

lllinois Environmental Protection Agency
Bureau of Water - DWCU #19

1021 North Grand Avenue, East

P.O. Box 19276

Springfield, Illinois 62794-9276

Re:  PWSID IL0316000 - Chicago Department of Water Management
Water Quality Parameters from July through December of 2011.

Dear Mr. Keener:

Attached is the Certification of Results for the water quality parameter ranges for the period of
July, 2011 through December, 2011. The entry point data represents all of the analyses
performed on samples for Tap 01 (Jardine WTP) and TAP 02 (South WTP). The 25 distribution
system locations are coliform sampling sites. Analyses were done by the Department of Water

Management’s staff.

This report will be submitted by e-mail with pdf attachment.
If you have any questions, please contact Alan Stark at 312-742-0168.

Sincerely,

A

Thomas H. Powers, P.E.
Commissioner

THP:aes

attachment

1000 EAST OHIO STREET, CHICAGO, ILLINOIS 60611



Illinois Environmental Protection Agency
Compliance with the Water Quality Parameter (WQP) Ranges
Certification of Results

By completing this form, you are verifying information about entry-point and distribution WwQP
measurements taken during a six-month period at this water supply. Fill-out all required information
required below including information specific to each month of the six-month period. This form must be
submitted within 10 days following the end of each six-month monitoring period (either July 10" or
January 10™). Submit completed forms to: Lead and Copper Coordinator, DWCU #19, 1021 North

Grand Ave. East, P.O. Box 19276, Springfield, IL 62794-9276.

Facility Number_IL 0316000

Report is for the 6-month period beginning July

(January or July)

Frequency of Entry Point Monitoring (circle one):
Daily Bi-weekly

Fill in the table for each month of the 6-month period

Chicago Deptartment of

Facility Name Water Management

and ending DE€CeMber  year9911

(June or December)

Other

(Explain)

Circle Month
March @\ ptember |

Circle Month Circle Month
January (_July_PFebruary
Total Entry 0 Total Entry
Point Excursions Point Excursions

Total number of Distribution
Samples collected
for the 1* three-month period

Total Entry
Point Excursions

Total Distribution Point
Excursions for the 0
1% three-month period

Circle Month

April (C October P May

Circle Month

Circle Mo
Wx‘/’ June December

Total Entry Total Entry
Point Excursions Point Excursions

Total number of Distribution
Samples collected
for the 2" three-month period

Signature of Owner of Official Custodiali

Total Entry

Point Excursions

Total Distribution Point
Excursions for the
2" three-month period

I hereby certify that the above information is accurate. I also certify the above information was calculated using the
methodology described in Section 2 of the “Determining Compliance with the Water Quality Parameter Ranges
Guidance Manual” and is documented at the water supply using the Water Quality Parameter (WQP) Range
Reports kept on file at the water supply. I also certify that all water quality parameters were measured accurately

and reliably.
ﬂ f, ‘Z 1 January 9, 2012
. A
(Signature) (Date)
This Agency is authorized to require this information under lllinois Revised Statutes, 1987, Chapter 111 1/2, Section 1004(H). Discl of this infi ion is required. Failure to do so may result in a civil

penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continues. a fine up to $1,000.00 and imprisonment up to one year. This form has been approved by the Forms

Management Center.

IL 532-2728
WPC 713 5/2001 rev.7/2004




To: 29881 From: (3127426236) 01/85/12 01:17 PH

CITY OF CHICAGO
DEPARTMENT OF WATER MANAGEMENT
WATER PUFICATION LABORATORIES
CHEMISTRY UNIT
LEAD AND COPPER CORROSION STUDY
Water Quality Parametars (WQP) Sitas
Quarterly IEPA Samples

Water Quality Parameter Sites Analysis R enort

Date Collected: July 26, 27, 28 & August 4, 2011
Report Date: August 12, 2011
. PARAMETERS ]
{IEPASite| Lab Date Address Alkalinity oH OrthophosphateH

Number | Number | Collected _mg/L mo/L

11 C14C | 11C4468 | 7/26/2011 |4600 S. Cottage Grove 98 7.57 0.48

2] C14E 1104469 | 7/26/2011 [4101 S. Halsted 102 7.66 0.57
3] C18F | 11C4470 | 7/26/2011 2215 W. 51st. Strast 100 7.60 0.52
44 C18B | 1104471 | 7/26/2011 (2240 W. 69th SI. 101 7.62 0.53

5 Ci19B 11C4472 | 7/26/2011 1740 E. 56th Place 101 7.68 0.55
8| C3B 11C4476 | 7/26/2011 [5343 N. Cumbetland 100 7.80 0.47
71 C4F 11C4477 | 7/26/2011 {8029 Forest Preserve Dr. 89 7.58 0.48
8] C4B 11C4478 | 7/26/2011 {8918 North Harlem 89 7.57 0.48
91 C4C 11C4479 | 7/26/2011 {6343 West Irving Pk. Rd. 99 7.61 0.46
10 C5A 11C4480 | 7/26/2011 |5151 N. Milwaukee o8 7.75 0.56
11| CeB 11C4490 | 7/27/2011 [1052 W. Waveland 98 7.24 0.48
12{ C7C 11C4491 | 7/27/2011 j2718 N. Halsted 89 7.31 0.49
181 COB | 1104492 [ 7/27/2011 |5258 W. Grand 88 7.33 0.49
14] C108 | 1104493 | 7/27/2011 [2817 N. Natoma 98 7.33 0.47
15f C10C 11C44984 | 7/27/2011 {1819 N. Harlem 29 7.29 0.48
16| C19C | 1104498 | 7/27/2011 |65th & Lake Michigan 101 7.44 0.54
170 €200 | 11C4498 | 7/27/2011 {1619 East 73rd St. 101 7.44 0.50
18] C22A | 1104500 | 7/27/2011 18026 8. Kedzie 100 7.36 0.53
18] C22B | 11C4501 | 7/27/2011 {7859 S. Pulaski 100 7.33 0.49
20] C20A | 11C4512 | 7/28/2011 |3027 E. 93rd 101 754 0.42
21} C21E 11C4513 | 7/28/2011 (8840 S. Stoney island 102 7.55 0.44
22| C28B | 11C4514 | 7/28/2011 111035 S. Homewood 102 7.56 0.49
23] C23D | 11C4515 | 7/28/2011 {10301 S. Sawyer 102 7.56 0.52
24) C8C 1104592 | 8/4/2011 [2179 N. Stave 101 7.70 0.46
25 C8D 11C4593 | 8/4/2011 4900 W. Chicago Ave. 101 7.68 0.46

LABORATORY ACCREDITATION NUMBER: 100228

Chief Water Chemist irecior of Laboratories Water Quality Manager

CwC
Opt-Qut: 3127478066

Page 1 of 1



BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

3rd QUARTER 2011
SITE# | IEPA# ADDRESS DATE | TIME TEO“:P‘ CL, RES. | FieldpH | Lab pH s";g'“'
11 C3B :gjg‘;\:’_sgumbe”an g |07Ren1| 1245 | 20, 0.75 7.68 7.60 P.J.
134 CaF o e oDy, | 072611 1221 | 220, 076 | 774 | 758 | P.u.
16 c4B ;gfg‘ﬁsga e 07/26/1 | 1158 | 23% 0.62 7.63 7.57 P.J.
17 c4c  |Merrimac Park o761 | 11112 | 220 0.64 7.67 7.61 P.J.
6343 W. Irving Park Rd. e

20 C5A  [51e1 . Mivmca o™ | o7i06/11 | 1026 | 240, 0.38 7.75 7.75 P.J.
26 ceB fggg%‘ﬁ,\,avelan g 07,2711 | 8:30 21°, 0.87 7.68 7.24 P.J.
32 c7c ziﬁg‘ﬁsﬁalste dst 07/2711 | 807 22°, 0.86 7.74 7.31 P. J.
37 csc zirsg‘ﬁsgtave 08/04/11 | 10:11 18°, 0.87 7.76 7.70 P.J.
40 CcoB 522233??;@ ) 07R7A1 | 12:41 229 0.84 7.71 7.33 P. J.
42 coD Zggg%‘f%hicago Ave, | 0804111 [ 11:837 | 207, 0.88 7.77 7.68 P.J.
45 C108 gggr;v;‘/?ﬁa\tfoar:iaomce 07/2711 | 11:13 200 0.93 7.77 7.33 P. J.
46 c1oc %% %f”ﬁa?lt:r’: 07/27111 | 11:36 22°, 0.66 7.64 7.29 P.J.
65 c14C Zggg‘g’_sgonage Grove | 07726111 7:40 21°, 0.59 7.68 757 D.T.
67 C14E 51032 %f.fili;ste ; 07/26/11 | 837 21°, 0.39 7.84 7.66 D.T.
148 C18F z';g‘wses 18t Street 07/26/11 | 10:28 21°, 0.80 7.76 7.60 D.T.
84 c18B :‘;ﬁ{,“{,‘f‘égm Street | 076111 11:16 21°, 0.72 7.77 7.62 D.T.
89 c198 5:(?;??6%”;;"02 07/26/11 | 12:27 | 24°, 0.46 7.75 7.68 D.T.
90 c19c ;;:;Bli_ii::nsigri\tiaglan 0727111 | 835 21%, 0.78 7.68 744 | s.R
93 C20A ;gg;‘?sgear - 07/28/11 | 8:37/2011}  22°, 0.71 7.70 754 | S.R.
96 ceon [0 % ggg‘::?t:aaertd o771 | 1000 | 215 | o077 | 770 | 744 | s.m
102 C21E g‘;itg gf g;ngy?;::’: ", | 0728112 [ 908 22°% 0.71 7.70 7.55 S.R.
103 C22A zggg‘;‘fs;e drie 07/2711 | 12:13 220 0.69 7.67 7.36 S.R.
104 Cc228 ;ggg‘g’_s:ulaski 07/27M1 | 11:35 | 21°, 0.74 7.66 7.33 S.R.
109 C23B f;rggglgeHomewoo g | o7Ren1| 115 22° 0.70 7.67 7.56 S.R.
11| cea :E)ggf‘té’f‘;awyer o7/28/11 | 1037 | 22°% | o72 | 7es | 756 | s.m

A2 oA

ORI,

Director of Water Quality

Water Quality Manager




DEPARTMENT OF WATER MANAGEMENT

CITY OF CHICAGO

WATER PUFICATION LABORATORIES
CHEMISTRY UNIT

LEAD AND COPPER CORROSION STUDY
Water Quality Parameters (WQP) Sites

Quarterly IEPA Samples

Date Collected:

October 19, 20, 21 & October 28, 2011

Report Date: October 31, 2011

i RRAMETERS T

IEPA Site Lab Date Alkalinity Orthophosphate
Number | Number | Collected Address mg/L . mg/L
1] C19C 11C6275 | 10/19/2011 |65th & Lake Michigan 111 7.83 0.56
2] C20D 11C6276 | 10/19/2011 {1619 East 73rd St. 109 7.85 0.54
3| C22A 11C6277 |10/19/201118026 S. Kedzie 109 7.79 0.54
4| C22B 11C6278 ]10/19/2011|7659 S. Pulaski 110 7.78 0.56
5| C6B 11C6282 | 10/19/201111052 W. Waveland 108 7.87 0.46
6 C7C 11C6283 | 10/19/2011 2718 N. Halsted 107 7.90 0.45
7] C10B 11C6284 | 10/19/2011]2817 N. Natoma 109 7.84 0.46
8| C10C 11C6285 | 10/19/2011|1819 N. Harlem 108 7.81 0.46
9/ C20A 11C6310 |10/20/2011 3027 E. 93rd 110 7.75 0.54
10 C21E 11C6311 | 10/20/2011 8840 S. Stoney Island 110 7.76 0.57
11] C23B 11C6312 | 10/20/2011]11035 S. Homewood 110 7.85 0.55
12 C23D 11C6313 | 10/20/2011]10301 S. Sawyer 111 7.76 0.57
13 C8C 1106317 110/20/201T[2779 N. Stave 108 1.75 0.46

14] CaD 11C6318 | 10/20/2011|4900 W. Chicago Ave. 109 7.77 0.47 .

151 _C14(¢ ¢ ‘ L 049
16f C14E 11C6342 | 10/21/2011|4101 S. Halsted 113 7.83 0.52
17| C18F 11C6343 | 10/21/2011|2215 W. 51st. Street 109 7.64 0.53
18] C18B 11C6344 | 10/21/2011[2240 W. 69th St. 112 7.75 0.54
19 C19B 11C6345 | 10/21/2011 {740 E. 56th Place 107 7.70 0.55
20] C3B 11C6349 | 10/21/2011}5343 N. Cumberiand 108 7.73 0.44
21 C4F 11C6350 |10/21/2011 18029 Forest Preserve Dr. 109 7.74 0.45
22] C4B 11C6351 | 10/21/2011[3918 North Harlem 110 7.76 0.45
23] C4C 11C6352 | 10/21/2011 {6343 West Irving Pk. Rd. 108 7.77 0.43
241 C5A 11C6353 | 10/21/2011 5151 N. Milwaukee 110 7.93 0.48
25| C9B 11C6509 | 10/28/2011 [5258 W. Grand 110 7.65 0.47

footole bty

S SAL

Chief Water Chemist

IR\TY/~E N o

A g

Director of Laboratories

Water Quality Manager



BUREAU OF WATER SUPPLY
WATER QUALITY SURVEILLANCE SECTION
WATER QUALITY PARAMETER SURVEY

4th QUARTER 2011
SITE# | IEPA# ADDRESS DATE | TIME TEO':'P' C, RES. | Field pH | Lab pH s’g;'ed
11 C3B :gjg‘:\:‘_sgumbe dang | 102111 1:13 14°, 0.97 7.64 7.73 P.J.
134 CaF e e eno Dy | 1021711 | 1252 | 182, 092 | 764 | 774 | P.u.
16 Cc4B ;gfg‘ﬁssaﬂem 102111 | 11:50 18°, 0.82 7.67 7.76 P.J.
17 cac g"se;g’\’,'va_clz;t Park Rg. | 102111 | 11:30 15°, 0.87 7.65 7.77 P.J.
20 CEA  [5or i MitomoeSaton | tor111 | 1044 | 17, 0.35 7.78 7.93 P.J.
26 c6B fggg“’,‘\’,ﬁ,ave'an . 101911 | 7:34 17°, 0.85 7.72 7.87 P.J.
32 c7c z;'fgcﬁssalste . 101911 |  7:59 18°, 0.82 7.68 7.90 P.J.
37 csc zg'sg‘ﬁsgtave 102011 |  9:56 15°, 0.91 7.77 7.75 P.J.
40 coB gggg‘\’,‘fgran d 10/28/11 | 10:57 14°, 0.90 7.61 7.65 D.T.
42 coD Zggg‘\’,‘f%hicago ave, | 10220711 111602011 17°, 0.84 7.75 7.77 P.J.
45 c1o8 2:‘1“7\”;'?@:{:;‘;0““’9 101911 | 10:40 17°, 0.95 7.78 7.84 P. J.
46 cioc %Sg E{“ﬂasﬂtg;? 101911 | 11110 18°, 0.72 7.69 7.81 P.J.
65 c14c zggg%l.sgonage Grove | 11715111 7:56 13°, 0.76 7.72 7.75 D.T.
67 C14E Z:’gﬁ ?iﬁzlste q 102111 | 847 16°, 0.49 7.70 7.83 S.R.
148 C18F :g?g‘ws;st Street 1021111 | 10117 13, 0.78 7.69 7.64 S.R.
84 c18B zgjg‘\’,‘f‘%gth Steet | 102111 11:23 18°, 0.69 7.69 7.75 S.R.
89 c19B grosgl.’fem";fa”c': 102111 | 12:32 18°, 0.76 7.70 7.70 S.R.
90 c19c légt:iBgi:&fg‘ti‘;'an 101911 | 8:58 15°, 0.75 7.59 7.83 S.R.
93 C20A ;gg;‘;fs:m e 10/20111 |  8:27 13°, 0.79 7.69 7.75 S.R.
96 C20D fg;g‘ gh;g:’gt:{ezrtd 101911 | 10:13 18°, 0.77 7.61 7.85 S.R.
102 | c21E g;itg gf !S"tlggfy(l)glac: " | 1020n1 | Bss 14°, 075 | 770 | 776 | s.m
103 C22A gggg"slfsse . 101911 | 12:18 15°, 0.71 7.63 7.79 S.R.
104 C228 ;g:g"s‘fsgulaski 101911 | 11:33 18°, 0.76 7.60 7.78 S.R.
109 C23B '1:'1'3'3‘;’ uSS.eHomewoo 4 | 102011 | 10:50 14°, 0.73 7.72 7.85 S.R.
11 | c23p :613101St§.reSawyer 102011 | 10110 | 14°, 0.71 772 | 776 | SR

Water Quality Inspector In -

D

—

A7

Director of Water Quality

Water Quality Manager




Water Quality Parameter (WQP) Range Worksheet for the month of JULY, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago - Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Qutlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.62 12 0.50
2 6 7.60 12 0.48
3 6 7.62 12 0.47
4 6 7.65 12 0.48
5 6 7.65 12 0.47
6 6 7.65 12 0.44
7 6 7.68 12 0.49
8 6 7.72 12 0.50
9 6 7.74 12 0.50
10 6 7.70 12 0.54
11 6 7.65 12 0.48
12 6 7.66 12 0.48
13 6 7.66 12 0.48
14 6 7.65 12 0.48
15 6 7.64 12 0.51
16 7 7.67 12 0.51
17 6 7.65 12 0.52
18 6 7.63 12 0.49
19 6 7.64 12 0.54
20 6 7.65 12 0.53
21 6 7.65 12 0.53
22 6 7.66 12 0.51
23 6 7.64 12 0.51
24 6 7.56 12 0.51
25 6 7.56 12 0.51
26 6 7.56 12 0.49
27 6 7.65 12 0.51
28 6 7.64 12 0.51
29 6 7.66 12 0.50
30 6 7.67 12 0.47
31 6 7.66 12 0.47
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of August, 2011

Entry Point Test Results

Facility: 0316000, City of Chicago - Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate
Water Quality Parameters and Ranges
pH 7.0 or greater
Orthophosphate 0.40 mg/I or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.65 12 0.50
2 6 7.64 12 0.50
3 6 7.67 12 0.48
4 6 7.69 12 0.48
5 6 7.69 12 0.50
6 6 7.72 12 0.49
7 6 7.72 12 0.49
8 6 7.63 12 0.51
9 6 7.65 12 0.53
10 6 7.63 12 0.54
11 6 7.61 12 0.51
12 6 7.59 12 0.52
13 6 7.62 12 ' 0.52
14 6 7.61 12 0.50
15 6 7.58 12 0.51
16 7 7.54 12 0.51
17 6 7.55 12 0.49
18 6 7.57 12 0.51
19 6 7.54 12 0.51
20 6 7.55 12 0.49
21 6 7.51 12 0.52
22 6 7.52 12 0.52
23 6 7.50 12 0.51
24 6 7.57 12 0.51
25 6 7.63 12 0.51
26 6 7.64 12 0.51
27 6 7.62 12 0.46
28 6 7.64 12 0.51
29 6 7.62 12 0.51
30 6 7.65 12 0.52
31 6 7.59 12 0.50
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of September, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago - Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/! or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.61 12 0.50
2 6 7.60 12 0.52
3 6 7.62 12 0.52
4 6 7.61 12 0.48
5 6 7.61 12 0.48
6 6 7.61 12 0.51
7 6 7.64 12 0.52
8 6 7.61 12 0.51
9 6 7.63 12 0.50
10 6 7.64 12 0.49
11 6 7.64 12 0.51
12 6 7.62 12 0.50
13 6 7.62 12 0.48
14 6 7.62 12 0.50
15 6 7.61 12 0.50
16 6 7.69 12 0.49
17 6 7.69 12 0.50
18 6 7.69 12 0.51
19 6 7.70 12 0.50
20 6 7.69 12 0.49
21 6 7.72 12 0.49
22 6 7.69 12 0.49
23 6 7.69 12 0.51
24 6 7.69 12 0.50
25 6 7.70 12 0.51
26 6 7.72 12 0.49
27 6 7.72 12 0.48
28 6 7.7 12 0.49
29 6 7.69 12 0.49
30 6 7.74 12 0.49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of Qctober, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago - Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more Sfrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.69 12 0.50
2 6 7.66 12 0.49
3 6 7.65 12 0.53
4 6 7.63 12 0.50
5 6 7.68 12 0.51
6 6 7.67 12 0.53
7 6 7.64 12 0.49
8 6 7.62 12 0.48
9 6 7.54 12 0.47
10 6 7.53 12 0.49
11 6 7.59 12 0.49
12 6 7.66 12 0.49
13 6 7.62 12 0.50
14 6 7.62 12 0.49
15 6 7.64 12 0.49
16 6 7.63 12 0.49
17 6 7.65 12 0.48
18 6 7.62 12 0.49
19 6 7.64 12 0.51
20 6 7.65 12 0.50
21 6 7.60 12 0.49
22 6 7.73 12 0.49
23 6 7.63 12 0.48
24 6 7.62 12 0.48
25 6 7.51 12 0.48
26 6 7.46 12 0.49
27 6 7.52 12 0.48
28 6 7.56 12 0.49
29 6 7.55 12 0.49
30 6 7.58 12 0.53
31 6 7.57 12 0.48
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of November, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago - Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/I or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.58 12 0.50
2 6 7.59 12 0.49
3 6 7.58 12 0.49
4 6 7.55 12 0.49
5 6 7.55 12 0.48
6 6 7.56 12 0.49
7 6 7.57 12 0.49
8 6 7.59 12 0.47
9 6 7.58 8 0.48
10 6 7.56 6 0.49
11 6 7.58 6 0.50
12 6 7.59 6 0.49
13 6 7.55 6 0.49
14 6 7.58 6 0.48
15 6 7.59 6 0.47
16 6 7.60 6 0.49
17 6 7.64 6 0.49
18 6 7.61 6 0.48
19 6 7.60 6 0.48
20 6 7.60 6 0.47
21 6 7.62 6 0.47
22 6 7.59 6 0.50
23 6 7.61 6 0.48
24 6 7.60 6 0.47
25 6 7.58 6 0.48
26 6 7.54 6 0.49
27 6 7.57 6 0.50
28 6 7.58 6 0.46
29 6 7.55 6 0.46
30 6 7.53 6 0.49
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of December, 2011

Entry Point Test Results
Facility: 0316000, City of Chicago - Department of Water Management, Jardine Water Purification Plant
TAP NO. 01 (North Outlet)
Frequency: Once per day*
*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily
No. of samples Daily Value No. of samples Daily Value Value
1 6 7.55 6 0.48
2 6 7.54 6 0.49
3 6 7.53 6 0.47
4 6 7.52 6 0.48
5 6 7.52 6 0.48
6 6 7.53 6 0.49
7 6 7.58 6 0.49
8 6 7.56 6 0.48
9 6 7.54 6 0.48
10 6 7.56 6 0.48
11 6 7.53 6 0.48
12 6 7.52 6 0.48
13 6 7.57 6 0.49
14 6 7.58 6 0.45
15 6 7.57 6 0.43
16 6 7.61 6 0.47
17 6 7.61 6 0.47
18 6 7.56 6 0.49
19 6 7.55 6 0.47
20 6 7.59 6 0.47
21 6 7.56 6 0.46
22 6 7.53 6 0.48
23 6 7.54 6 0.49
24 6 7.59 6 0.47
25 6 7.60 6 0.49
26 6 7.59 6 0.48
27 6 7.59 6 0.51
28 6 7.58 6 0.49
29 6 7.58 6 0.50
30 6 7.60 6 0.48
31 6 7.59 6 0.47
Total Excursions for Month (total all checks) 0




Water Quality Parameter (WQP) Range Worksheet for the month of July/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value

1 6 7.7 3 0.49
2 6 7.7 3 0.44
3 6 7.7 3 0.49
4 6 7.7 3 0.50
5 6 7.7 3 0.46
6 6 7.7 3 0.43
7 6 7.7 3 0.47
8 6 7.7 3 0.47
9 6 7.7 3 0.51
10 6 7.7 3 0.48
11 6 7.6 3 0.47
12 6 7.7 3 0.46
13 6 7.7 3 0.50
14 6 7.7 3 0.50
15 6 7.6 3 0.48
16 6 7.7 3 0.48
17 6 7.7 3 0.45
18 6 7.7 3 0.49
19 6 7.7 3 0.50
20 6 7.7 3 0.47
21 6 7.7 3 0.45
22 6 7.7 3 0.53
23 6 7.7 3 0.46
24 6 7.7 3 0.51
25 6 7.7 3 0.49
26 6 7.7 3 0.49
27 6 7.7 3 0.50
28 6 7.7 3 0.51
29 6 7.7 3 0.50
30 6 7.7 3 0.48
31 6 7.7 3 0.45

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of August/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Jfrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/1) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.7 3 0.51
2 6 7.7 3 0.46
3 6 7.7 3 0.50
4 6 7.7 3 0.48
5 6 7.6 3 0.46
6 6 7.7 3 0.50
7 6 7.7 3 0.50
8 6 7.6 3 0.49
9 6 7.7 3 0.50
10 6 7.6 3 0.48
11 6 7.6 3 0.47
12 6 7.7 3 0.47
13 6 7.7 3 0.49
14 6 7.7 3 0.48
15 6 7.6 3 0.50
16 6 7.6 3 0.47
17 6 7.6 3 0.48
18 6 7.6 3 0.48
19 6 7.6 3 0.49
20 6 7.6 3 0.48
21 6 7.6 3 0.54
22 6 7.6 3 0.51
23 6 7.6 3 0.50
24 6 7.6 3 0.51
25 6 7.6 3 0.48
26 6 7.7 3 0.49
27 6 7.7 3 0.50
28 6 7.7 3 0.50
29 6 7.7 3 0.54
30 6 7.7 3 0.50
31 6 7.7 3 0.53

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of September/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02_(73™ Street Qutlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more Srequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH 7.0 or greater
Orthophosphate 0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.7 3 0.49
2 6 7.7 3 0.47
3 6 7.7 3 0.50
4 6 7.7 3 0.55
5 6 7.7 3 0.54
6 6 7.6 3 0.51
7 6 7.6 3 0.49
8 6 7.5 3 0.50
9 6 7.5 3 0.50
10 6 7.5 3 0.49
11 6 7.5 3 0.54
12 6 7.6 3 0.50
13 6 7.6 3 0.50
14 6 7.6 3 0.50
15 6 7.6 3 0.51
16 6 7.7 3 0.53
17 6 7.7 3 0.49
18 6 7.7 3 0.47
19 6 7.7 3 0.49
20 6 7.7 3 0.51
21 6 7.7 3 0.52
22 6 7.7 3 0.51
23 6 7.7 3 0.51
24 6 7.7 3 0.51
25 6 7.7 3 0.50
26 6 7.7 3 0.52
27 6 7.7 3 0.53
28 6 7.7 3 0.51
29 6 7.7 3 0.51
30 6 7.7 3 0.52

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of October/2011 (month/year).

Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7

.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.52
2 6 7.5 3 0.51
3 6 7.5 3 0.51
4 6 7.6 3 0.49
5 6 7.6 3 0.49
6 6 7.6 3 0.49
7 6 7.6 3 0.47
8 6 7.6 3 0.50
9 6 7.6 3 0.48
10 6 7.6 3 0.49
11 6 7.6 3 0.49
12 6 7.6 3 0.51
13 6 7.6 3 0.49
14 6 7.6 3 0.49
15 6 7.6 3 0.49
16 6 7.7 3 0.54
17 6 7.6 3 0.50
18 6 7.6 3 0.51
19 6 7.6 3 0.50
20 6 7.6 3 0.49
21 6 7.5 3 0.50
22 6 7.5 3 0.51
23 6 7.5 3 0.50
24 6 7.5 3 0.51
25 6 7.5 3 0.49
26 6 7.5 3 0.50
27 6 7.5 3 0.50
28 6 7.5 3 0.51
29 6 7.5 3 0.50
30 6 7.6 3 0.50
31 6 7.6 3 0.50

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of November/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02 (73" Street Outlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is Yyour option to monitor more frequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.6 3 0.50
2 6 7.6 3 0.49
3 6 7.5 3 0.52
4 6 7.5 3 0.49
5 6 7.5 3 0.48
6 6 7.5 3 0.50
7 6 7.5 3 0.52
8 6 7.5 3 0.52
9 6 7.5 3 0.50
10 6 7.5 3 0.48
11 6 7.5 3 0.51
12 6 7.5 3 0.51
13 6 7.5 3 0.53
14 6 7.6 3 0.54
15 6 7.6 3 0.49
16 6 7.5 3 0.50
17 6 7.7 3 0.51
18 6 7.7 3 0.47
19 6 7.6 3 0.48
20 6 7.7 3 0.54
21 6 7.6 3 0.51
22 6 7.6 3 0.54
23 6 7.6 3 0.53
24 6 7.6 3 0.50
25 6 7.6 3 0.50
26 6 7.6 3 0.51
27 6 7.6 3 0.50
28 6 7.6 3 0.49
29 6 7.5 3 0.49
30 6 7.5 3 0.52

Total Excursions for Month (total all checks)




Water Quality Parameter (WQP) Range Worksheet for the month of December/2011 (month/year).
Entry Point Test Results

Facility: 0316000, Chicago Department of Water Management, South Water Purification Plant

TAP NO. 02_(73™ Street Qutlet)
Frequency: Once per day*

*This is the minimum number of measurements per month. It is your option to monitor more JSrequently.
Corrosion Control Treatment Blended Phosphate

Water Quality Parameters and Ranges

pH

7.0 or greater

Orthophosphate

0.40 mg/l or greater

Directions for completing form is on reverse side

Date pH Orthophosphate (mg/l) as PO4 Check if excursion
of either Daily Value
No. of samples Daily Value No. of samples Daily Value
1 6 7.5 3 0.51
2 6 7.6 3 0.53
3 6 7.5 3 0.54
4 6 7.6 3 0.52
5 6 7.6 3 0.48
6 6 7.6 3 0.47
7 6 7.6 3 0.49
8 6 7.6 3 0.52
9 6 7.6 3 0.48
10 6 7.7 3 0.46
11 6 7.7 3 0.47
12 6 7.6 3 0.47
13 6 7.6 3 0.49
14 6 7.6 3 0.51
15 6 7.6 3 0.51
16 6 7.7 3 0.49
17 6 7.7 3 0.51
18 6 7.7 3 0.50
19 6 7.7 3 0.49
20 6 7.7 3 0.49
21 6 7.6 3 0.46
22 6 7.7 3 0.49
23 6 7.6 3 0.49
24 6 7.6 3 0.49
25 6 7.6 3 0.50
26 6 7.6 3 0.51
27 6 7.6 3 0.48
28 6 7.6 3 0.52
29 6 7.6 3 0.51
30 6 7.6 3 0.51
31 6 7.6 3 0.48

Total Excursions for Month (total all checks)




